Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspection: _1-7-14 CRLD/No.: 39640

Inspection Type: [X] weekly

X Rainfall (previous 7-day total)

[0 @ 2 weeksirainfall event 079"

[] monthly [] Rainfall (amount/date)

Current Weather Conditions: _Sunny 17

(] Clearing & Grubbing XIRough Grading
X Finish Grading [JFInal stabilization

Stage of Construction:

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?(M$-2, 6,10)

. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since time of last inspection?
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No Deficiencies Certification [X]The facility is in compliance with the SWPPP and this permit.

DUOOXOXKOODOXXKXXOOO »=2

Corrective Actions Required (Description/Location) — attach additional sheets as needed

Item # Between Line 2054 T296 and T297, Silt Fence at bridge is down. Please reattached SF to stakes.
M Corrected Date: | /{4 Inspector: “NZ p

Item # ik )
[ | Corrected Date: Inspector:

Item #
[] Corrected Date: Inspector:

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"I certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledgse and belief, true, accurate, and complete. | am aware that there are significant
penalties for submitting false information, including the possibility of fine and imprisonment for knowing violations."

Signed: u / Title: Environmental Specialist Date._ 1/7H14
Inspector's Phone Number: 804 347 2322
00031706




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspection: _1-14-14 CRLD/No.: 39640

Inspection Type: [X weekly

Rainfall (previous 7-day total)

] @ 2 weeks/rainfall event 131"

[ monthly [ Rainfall (amount/date)

Current Weather Conditions: _Cloudy 47

Stage of Constructlon: [] Clearing & Grubbing XIRough Grading

X Finlsh Grading [JFinal Stabilization

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?(M$S-2, 6,10)
. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and muiched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequateiy stabilized? (MS-8, 9,11, 19)

0 ~N ® O~ W N =

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-186)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since time of last inspection?

DXNOXOXKRKROOOKXKDO <
XOODOODODDODhOoODDOXK =

No Deficiencies Certification [X]The facility is in compliance with the SWPPP and this permit.

DO0OXROXOOOXKXOOO »2

Correctlve Actions Required (Descriptlon/Location) — attach additional sheets as heeded
Item # Line 2054 T577 Silt fence is torn. Please repair/replace SF as needed..
Corrected Date: | /) | Inspector: TAQ
ltem # Bejween Line 2054 Towers 575-577, please stabilize denuded areas with straw
[\{ Corrected Date: / /) 1 Inspector: 4 p
ltem # ~ ) -
[ | Corrected Date: inspector:

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

*| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant

penalties for submitting false infgrmation,-including the possibility of fine and imprisonment for knowing violations .
oL u/’)/

Signed: £ ong’ Title: Environmental Specialist Date:_1/14/14
Inspector's Phone Number:; 804 347 2322
00031707




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspection: _1-21-14 CRLD/No.: 6063

Inspection Type: [X] weekly

B4 Rainfall (previous 7-day total)

] @ 2 weeks/rainfall event 013"

[ monthly [ Rainfall (amount/date)

Current Weather Conditions: _Snow 31

Stage of Construction:
X Finish Grading [JFinal stab

[ Clearing & Grubbing XIRough Grading

ilization

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?{M$-2, 6,10)

. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fili slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)

0 ~N O O kW N =

13. Are adjacent properties and waterways adequately protected? (MS-19)
14. Have all deficiencies from previous inspections been addressed?
15. Have there been any discharges since time of last inspection?

ONNOXNOXKNKOOOKKK <
XODODOOoODOOoOOooboooo =

No Deficiencies Certification [X]The facility is in compliance with the SWPPP and this permit.

DOOKOXOOOXXKXKOOO »2

Corrective Actions Required {Description/Locatlon) — attach additional sheets as needed

Item # Between Line 2054 T574-575, SF and stake is down on the bridge. Please repair/replace SF and stake.

[ | Corrected Date: Inspector:

Item # Line 2054 T339, SF and stake are down on the right. Please repair/replace SF and stake.
[ | Corrected Date: Inspector:

Item #
[ | Corrected Date: Inspector:

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in

accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based

on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the in

formation, the

information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant

penalties for subm/lt{rE false information, including the possibility of fine and imprisonment for knowing violations."
'Ea@ﬁrﬁga:"

Signed: [
Inspector’s Phorfe Number: 804 347 2322

Title: Environmental Specialist Date:_ 1/21/14

00031708




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspection: _1-28-14 CRLD/No.: 6063
Inspection Type: [X weekly

Rainfall {(previous 7-day total)

(] @ 2 weeks/rainfall event 0.04"

[} monthly [ Rainfall (amount/date)

Current Weather Conditions: _Cloudy 18

Stage of Construction: [ Clearing & Grubbing XIRough Grading
X Finish Grading {CJFinal Stabilization

Minimum Standard vy o~
1. Are all denuded areas stabilized? (MS-1) X O O
2. Are all required structural practices installed properly per plan?{MS-2, 6,10) X O O
3. Does permanent vegetation provide adequate stabilization? (MS-3) X O Od
4. Have perimeter sediment trapping facilities been constructed? (MS-4) O O
5. Are earthen control structures seeded and mulched? (MS-5) O 0 X
6. Are all finished cut and fill slopes adequately stabilized? (MS-7) OO0 X
7. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19) X O O
8. Is re-stabilization of in-stream construction complete? (MS-12, 15) O O
9. Are in-stream construction EC properly installed? (MS-13) X O O
10. Are utilities trenches dewatered, backfilled and stabilized? (M&-16) O 0 X
11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17) X O O
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18) O Od
13. Are adjacent properties and waterways adequately protected? (MS-19) X O O
14. Have all deficiencies from previous inspections been addressed? O X O
15. Have there been any discharges since time of last inspection? O X O

No Deficiencies Certification XThe facility is in compliance with the SWPPP and this permit.

Corrective Actions Required (Description/Location) — attach additional sheets as needed
item # Between Line 2054 T574-575, SF and stake is down on the bridge. Please repair/replace SF and stake.

M Corrected Date: ). /) Inspector: “Ti&Y)
ltem # Line 2054 T339, SF and stake are down on the right. Please repair/replace SF and stake.

Corrected Date: LM Inspector: ¥~
Item # Between Line 2054 T318 and T317, SSF on right side of bridge is down. Please repair SSF.
[ Corrected Date: A4\ Inspector: T

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"I certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best ofmy knowledge and belief, true, accurate, and complete. | am aware that there are significant
penalties for submitting false information, including the possibility of fine and imprisonment for knowing violations."

Signed: uong Title: Environmental Specialist Date:__1/28/14
Inspector's Phone Number: 804 347 2322

00031709




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Locatlon: Albemarle Co

Date of Inspection: _2-4-14 CRLD/No.: 6063
inspection Type: [X] weekly

Rainfall (previous 7-day total)

] @ 2 weeks/rainfall event 134"

[} monthly [] Rainfall (amount/date)

Current Weather Conditions: _Cloudy 36

Stage of Construction: [ Clearing & Grubbing XIRough Grading

(X Finish Grading [CJFinal Stabilization

<

ORRORONRKOOOK X KX
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Minimum Standard

_Are all denuded areas stabilized? (MS$-1)

. Are all required structural practices installed properly per plan?(MS-2, 6,10)
. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

_Are earthen control structures seeded and mulched? (MS-5)

_Are all finished cut and fill slopes adequately stabilized? (MS-7)

_Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

o ~N o O 0N >

s re-stabilization of in-stream construction complete? (MS-12, 18)

9 Are in-stream construction EC properly installed? (MS-1 3)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-1 7)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since time of last inspection?

No Deficiencies Certification [(X]The facility is in compliance with the SWPPP and this permit.

DODONDOROODOXRRKOOUO »2

Corrective Actions Required (Description/Location) - attach additional sheets as needed

[tem # Line 2054 T579, Part of Silt Fence around tower is down. Please repait/replace SF as needed..

[ Corrected Date: A/ ) Inspector: &Y

item # Line 2054 1579, at the CE, sediment tracked bnto road. Please sweep/refresh street.

™ Corrected Date: 3/j) Inspector: “THD

Item # Line 2054, T580 and 581, at the CE, sediment tracked onto road. Please sweep/refresh street.

Corrected Date: gLn Inspector: 160}
L]

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant
penalties for submitting false information, including the possibility of fine and imprisonment for knowing violations."

Signed: % Title; Environmental Specialist Date:__2/4/14
Inspector's Phone Number: 804 347 2322

00031710




Corrective Actions Required (Description/Location)

Item # Lin; 2054 T577, part of silt fence is torn around tower, please repair/replace SF as needed.

[V corrected Date: d/({ Inspector: “T&()
Item # S

| | Corrected Date: Inspector:
Item #

I:I Corrected Date: Inspector:
Item #

I:l Corrected Date: Inspector:
Iltem #

[ ] corrected Date: Inspector:
Item #

|:| Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

D Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

| | Corrected Date: Inspector:
Item #

| | Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
item #

[ ] corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
item #

[ | Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
item #

[ | Corrected Date: Inspector:
Item #

[ | Corrected Date: inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

| | Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

[[] Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:

00031711




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspection: _2-11-14 CRLD/No.: 6063
Inspection Type: [X] weekly

X Rainfall (previous 7-day total)

(0 @ 2 weeks/rainfall event 0.29"

[] monthly [ Rainfall (amount/date)

Current Weather Conditions: _Sunny 31

Stage of Construction: (] Clearing & Grubbing XIRough Grading

X Finish Grading [CJFinal Stabilization

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?(MS-2, 6,10)

. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and muiched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. |s re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)

MXOOOXXX <
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X

13. Are adjacent properties and waterways adequately protected? (MS-19)
14. Have all deficiencies from previous inspections been addressed?

OXXOXO

15. Have there been any discharges since time of last inspection?

No Deficiencies Certification X]The facility is in compliance with the SWPPP and this permit.

=
—

N/

XXO OO »

OOOXKD

X

Corrective Actions Required (Description/Location) — attach additional sheets as needed

Item # Line 2054 T578, Stakes broken, SF is down around tower, Please repair/replace SF as needed.

M Corrected Date: V/1S Inspector: RO

ltem # Line 2054 T299, SF Around the tower is down in the middle. Please repair/replace SF.

[V Corrected Date: 3% Inspector: T&Q

ltem #

[] Corrected Date: Ingpector:

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant
penalties for submitting false information, including the possibility of fine and imprisonment for knowing violations."

Signed: e n Title: Environmental Specialist Date:_ 2/11/14
Inspector's Phone Number: 804 347 2322

00031712




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspection: _2-18-14 CRLD/No.: 6063
Inspection Type: [X weekly

Ralnfall (previous 7-day total)

] @ 2 weeks/rainfall event 083"

[J monthiy [ Rainfall (amount/date)

Current Weather Conditions: _Sunny 54

Stage of Construction: [ Clearing & Grubbing XIRough Grading

X Finish Grading [JFinal Stabilization

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?{M$-2, 6,10)
. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fill siopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)

0 N O O AW N =

12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)
14. Have all deficiencies from previous inspections been addressed?

OXXOXONXXOOOXK XX <
XOODOOOoOOooooooooo =

15. Have there been any discharges since time of last inspection?

No Deficiencies Certification [X]The facility is in compliance with the SWPPP and this permit.

DOOXOXOOOXXXOOO »2

Corrective Actions Required (Description/Location) — attach additional sheets as heeded

ltem # Lipe 2054 T579, SF near tower is torn. Please repair/replace SF when snow has melted.

[\ Corrected Date: Y\ J) Inspector:

ltem # Lipe 2054 from T296 to T297, SF near the bridge is down. Please repair SF when snow has melted.

Corrected Date: Y /-0 4 Inspector™{@p

Item # Ling 2054 from T297 t0'T298, SF at the second bridge crossing is down. Please repair SF.

KV Corrected Date: l/é‘g Inspector: “Taqy

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel propery gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, orthose persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant

penalties for submitting false igformation, including the possibility of fine and imprisonment for knowing violations."
Signed: Title: Environmental Specialist Date;__2/18/14

Inspector's Phone Number: 804 347 2322
’ 00031713




Corrective Actlons Requlired (Description/Location)

ltem # Lin472054, T298, SF left of the tower is down. Please repair/replace SF as needed.

[ Corrected Date: 3./38  Inspector: [14/)

Notes: Majority of CE and roadways still covered in 6 inches of snow. Avoided areas that had steep inclines or
declines.

[1 corrected Date: Inspector:
Iltem #

[] Corrected Date: Inspector:
Iltem #

[] Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
tem #

[] corrected Date: Inspector:
ltem #

[] corrected Date: inspector:
ltem #

[] corrected Date: inspector:
ltem #

[ ] Corrected Date: Inspector:
Iltem #

[] Corrected Date: Inspector:
ltem #

[] corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
Iltem #

[C] Corrected Date: Inspector:
item #

[ | Corrected Date: Inspector:
Iltem #

[1 Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
ltem #

[[] Corrected Date: Inspector:
Iltem #

[] Corrected Date: Inspector:
ltem #

[ | Corrected Date: Inspector.
item #

[] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Ingpector:
ltem # :

[] Corrected Date: Inspector:
Item #

[1 Corrected Date: Inspector:

00031714




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspection: _2-25-14 CRLD/No.: 6063
Inspection Type: [X weekly

Rainfall (previous 7-day total)

[] @ 2 weeks/rainfall event 0.47"

L] monthly [ Rainfall (amount/date)

Current Weather Conditions: _Sunny 42

Stage of Construction: (] Clearing & Grubbing XRough Grading

X Finish Grading [CJFinal Stabilization

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?{MS-2, 6,10)
. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

0 N O kR W N =

. 1s re-stabilization of in-stream construction complete? (MS-12, 15)

. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)

(o]

13. Are adjacent properties and waterways adequately protected? (MS-19)
14. Have all deficiencies from previous inspections been addressed?
15. Have there been any discharges since time of last inspection?

OOXOXOXXXODOOX XX <
XXOOODDOOODoooDoog =

No Deficiencies Certification [X]The facility is in compliance with the SWPPP and this permit.

DO0DXOXODOXXXOOO »=2

Corrective Actions Required (Description/Location) — attach additional sheets as needed
Item # Lipe 2054 T579, SF front of tower is torn. Please repair/freplace SF as needed.
Corrected Date: §JY Inspector:
item # Lipe 2054 from T296 to T297, SF near the bridge is down. Please repair/replace SF as needed.
™ Corrected Date: X 4 Inspector: 8
Item # Line 2054 T294, SF around the Temporary Tower is down. Flease repair/replace SF as needed.
D’Corrected Date: =~ /\ Inspector-ak0
344

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

“| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel propery gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, orthose persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant
penalties for submitting false information, including the possibility of fine and imprisonment for knowing violations."

Signed: CHTae nq Title: Environmental Specialist Date:__2/25/14
Inspector's Phone Number: 804 347 2322

00031715




Corrective Actions Required (Description/Location)

ltem # Lir;.e 2054 T304, part of SF near the Tower needs to be re-stapled to stake.

Corrected Date: 2/ |/ Inspector. Jof

Item # Il%e 2054 across from 305, Left side of SF and stake are down. Please repair stake and SF.

Corrected Date: 3/ \] Inspector: 78D
Item # Lige 2054 T305 to 306, SF down on left side where temporary tower use to be. Please repair SF.
[¥] Corrected Date: 3}\l Inspector: 3.0

Item # Lige 2054 T307 to 308, SF along the 2™ bridge is down on the right side. Please repair/replace SF.

Corrected Date: A /iy inspector: TR0

ltem # Lipe 2054 T311, SF overburden and stake broken at the bottom of tower. Please repair/replace SF.

V] Corrected Date:  8/1) Inspector: “T6 )

ltem # Ling 2054 T318-317, SF down on left side going around the corner. Please repair/replace SF as needed.

[ Corrected Date: D7y Inspector: [AD

Itemn # Ling 2054 T580 SF around small stockpile needs to be re-erected. Please repair/replace SF as needed.

[\ Corrected Date: 2 /Y Inspector:

ltem # Ling 2054 T581 SF around timber mats are down. Please repair/replace SF as needed.

[ Corrected Date: X/1 Inspector: LR ¥?

Item # i

[ ] Corrected Date: Inspector:
ltem #

[] Corrected Date: inspector:
ltem #

[ | Corrected Date: Inspector:
Item #

| | Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
Iltem #

[ | Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Ingpector:
Item #

[ ] Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
item #

[ '] Corrected Date: Inspector:
ltem #

[ | Corrected Date: Ingpector:
Iltem #

[] Corrected Date: Inspector:
item #

[ ] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: inspector:
ltem #

[] Corrected Date: Inspector:

00031716




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspection: _3-4-14 CRLD/No.: 6063
Inspection Type: weekly

Rainfall (previous 7-day total)

[] @ 2 weeks/rainfall event 076"

[J monthiy [] Rainfall (amount/date)

Current Weather Conditions: _Sunny 25

Stage of Construction: [ Clearing & Grubbing XIRough Grading
X Finish Grading [(CJFinal Stabilization

Minimum Standard Y N ';_I\’
1. Are all denuded areas stabilized? (MS-1) O O
2. Are all required structural practices installed properly per plan?(M$-2, 6,10) X O O
3. Does permanent vegetation provide adequate stabilization? (MS-3) X O O
4. Have perimeter sediment trapping facilities been constructed? (MS-4) O O
5. Are earthen control structures seeded and mulched? (MS-5) O d
6. Are all finished cut and fill slopes adequately stabilized? (MS-7) O O K
7. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19) O 0O
8. Is re-stabilization of in-stream construction complete? (MS-12, 15) X OO O
9. Are in-stream construction EC properly installed? (MS-13) O Od
10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16) O 4
11. Are construction entrances maintained and soil and mud being kept off public roads? (Ms-17) X [0 [l
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18) O O X
13. Are adjacent properties and waterways adequately protected? (MS-19) X O O
14. Have all deficiencies from previous inspections been addressed? O O
15. Have there been any discharges since time of last inspection? O X O

No Deficiencies Certification [X]The facility is in compliance with the SWPPP and this permit.

Correctlve Actions Required (Description/Locatlon) — attach additional sheets as needed

Item # Line 2054 T574, SF around concrete washout area is down, please repair/replace SF as needed.

Corrected Date: N/ |} Inspector: T80

Item # Line 2054 T339, SF right of tower is torn and down in multiple spots. Please repair/replace SF.

Corrected Date: |\ Inspector: 1Q

Item # Line 2054 T332, SF right of tower is torn and down. Please repair/replace SF as needed.

[WCorrected Date: ~x./)) Inspector: 180

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, orthose persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant

penalties for submitting false inforqation, including the possibility of fine and imprisonment for knowing violations."
éign ed: m Title: Environmental Specialist Date:__3/414

Inspector’'s Phone Number: 804 347 2322
00031717




Corrective Actions Required (Description/Location)

Item # Line 2054 T304, part of SF near the Tower needs to be re-stapled to stake. (Could not check due to snow
Cover, from this corrective item and downward)

[C] Corrected Date: 3/ Inspector: [, -

Item # Ling 2054 across from 305, Left side of SF and stake are down. Please repair stake and SF.

[J Corrected Date: /11 Inspector: TA[)
ltem # Lige 2054 T305 to 306, SF down on left side where temporary tower use to be. Please repair SF.
P] Corrected Date: 3/t Inspector: ] 80

Item # Ling 2054 T307 to 308, SF along the 2" bridgé is down on the right side. Please repair/replace SF.

[ gorrected Date: J/(( Inspector: <-8{)

ltem # Ling 2054 T311, SF overburden and stake broken at the bottom of fower. Please repair/replace SF.

Corrected Date: N /L[ Inspector: [ A1)

Item # Lin 2054 T318-317, SF down on left side going around the corner. Please repair/replace SF as needed.

Forrected Date: 4 /1| Inspector: ~T Of)

Item # Ling 2054 T294, SF around the Temporary Towkr is down. Please repair/replace SF as needed.
[\ corrected Date: R 4| Inspector: TP

Item #

[] corrected Date: Inspector:
Item #

[ ] Corrected Date: inspector:
ltem #

[ ] Corrected Date: Inspector:
ltem #

D Corrected Date: Inspector:
[tem #

[] corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
Iltem #

[] Corrected Date: Inspector:
Iltem #

[] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
ltem #

] Corrected Date: Inspector:
Iltem #

[] Corrected Date: Inspector:
ltem #

| | Corrected Date: Inspector:
Iltem #

[] Corrected Date: Inspector:
Iltem #

I:I Corrected Date: inspector:
ltem #

[] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: inspector:
ltem #

[[] Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
item #

[ ] Corrected Date: Inspector:

00031718




Dominion Electric Transmission Projects
E&S/VSMP Inspection Report

(6/2011)
Project: Hollymead Location: Albemarle Co
Date of Inspection: _3-11-14 CRLD/No.: 6063
Inspection Type: weekly
. Rainfall (previous 7-day total)

] @ 2 weeks/rainfall event 0.00"

[ monthly [] Rainfall (amount/date)
Current Weather Conditions: _Sunny 70
Stage of Construction: (1 Clearing & Grubbing XJIRough Grading

Finish Grading [IFinal Stabilization

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?(MS-2, 6,10)

. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)

00 ~N OO O A W N =

13. Are adjacent properties and waterways adequately protected? (MS-1 9)
14. Have all deficiencies from previous inspections been addressed?
15. Have there been any discharges since time of last inspection?

ONXOXNONXKOODOKRKK <
XODOOODOODOoOooono =

No Deficiencies Certification [XThe facility is in compliance with the SWPPP and this permit.

ODO0DODXNOXRODOONXKXKOOO »=2

Correctlve Actions Required (Description/Location) — attach additional sheets as needed

ltem # Ljne 2054 T581, Silt fence is down and torn around tower. Please repairfreplace SF.

[_| Corrected Date: 318 Inspector: ~f

Item # Lihe 2054 T574, Silt fence in front of stockpile is down. Please repair/replace SF.

Corrected Date: \ ;\®  Inspector: |

Item # Fyom Line 2054 T272 to T273, SF is down on the left by the stream crossing and hill. Please repair SF.

Corrected Date: ~ /%  Inspector: trves

L M |

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"l certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant
penalties for submitting false information, including the possibility of fine and imprisonment for knowing violations."

éigned: -u_'.“_'ﬁ" Title: Environmental Specialist Date:__ 3/11/14
inspector's Phone Number: 804 347 2322

00031719



Corrective Actions Required (Description/Location)

Item # Llnp-2054 T272, Left side of SF around tower is down. Please repairfreplace SF.

Corrected Date: 3L 9

Inspector: 7%{)

Item # Line 2054 T570, SF around tower is down. Please repair/replace SF.

RSV IV Fyye, bep,

[ ] corrected Date:

Inspector:

Item # Line 2054 T283, Left side of SF around tower is down. Please repair/replace SF.

[:I Corrected Date:

Inspector:

{tem # From Line 2054 T310 to 311, Middle of SF on the left is down. Please repair/replace SF, Wl

I:] Corrected Date: Inspector:
Item #

] Corrected Date: Inspector:
Item #

|:| Corrected Date: Inspector:
Item #

[ | corrected Date: Inspector:
Item #

I:I Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Item #

[_] Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Item #

|:] Corrected Date: Inspector:
Item #

[ ] corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
ltem #

] Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

L] Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Iltem #

[ | Corrected Date: Inspector:
item #

[ | Corrected Date: Inspector:

00031720



Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspection: _3-18-14 CRLD/No.: DEQ 6063
inspection Type: [X] weekly

Ralnfall (previous 7-day total)

[0 @ 2 weeks/rainfall event 035"

[ monthly [ Rainfall (amount/date)

Current Weather Conditions: _Cloudy 35

. < "
Stage of Construction: [] Clearing & Grubbing XIRough Grading
X Finish Grading [JFinal Stabilization

Minimum Standard

1. Are all denuded areas stabilized? (MS-1)

2. Are all required structural practices installed properly per plan?(M$-2, 6,10)

3. Does permanent vegetation provide adequate stabilization? (MS-3)

4. Have perimeter sediment trapping facilities been constructed? (MS-4)

5. Are earthen control structures seeded and mulched? (MS-5)

6. Are all finished cut and fill slopes adequately stabilized? (MS-7)

7. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

8. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-186)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? {(MS-19)

14. Have all deficiencies from previous inspections been addressed?

ODOONOXOXXNKRODOKKXK <
XXOOODOODOOOOooooaga =
UDODOXKUOXUOUDOXXKKDOOO »=2

15. Have there been any discharges since time of last inspection?

No Deficiencies Certification [X]The facility is in compliance with the SWPPP and this permit.

Corrective Actions Required (Descriptlon/Location) — attach additlonal sheets as needed

Item # Line 2054 T570 (1% tower on left before turning into gated CE in the better living components), SF
around tower is down. Please repair/replace SF.

[ ] Corrected Date: Inspector:

ltem # Ljfie 2054 T283, Left side of SF around tower is down. Please repair/replace SF.

Corrected Date: %)) AT Inspector: [0

Item # From Line 2054 T310 to 31, Middie of SF or the left is down. Please repair/replace SF. (did not check
Due to snow cover on roads)

[ | Corrected Date: Inspector:

Signatory Confirmation (sighed by the Permit Holder or Authorized Representative)

"I certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurats, and complete. | am aware that there are significant
penalties for submitting false information, including the possibility of fine and imprisonment for knowing violations."

= Vo
Signed: o] Title: Environmental Specialist Date:___3/18/14 .
Inspector's Phone Number; 804 347 2322 00031721




Corrective Actlons Required (Description/Location)

ltem # Linﬁ2054 T579, Right middle of SF is down. Please repair/freplace SF as needed.

[T Corrected Date:%{' inspector: <7 4f)
t

ltem # Lingr2054 T578, Right of tower, SF is down. Please repair/replace SF as needed.

[ Corrected Date: QA Inspector: ()

Item # Ling2054 T577, SF torn in the middle. Please repair/replace SF as needed.

/] Corrected Date: 3M Inspector: Y4

Item # Ljne 2054 T331, SF at hridge is down. Please repair/replace SF as needed.

A Corrected Date: S A&  Inspector. Tl

Item # -I:-ini2054 1338, SF around Tower in the back is down. Please repairfreplace SF as needed.

[ 4 Corrected Date: w Inspector: ~PBY)

Item #

[ | Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

|:] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

L] corrected Date: Inspector:
Iltem #

[ | Corrected Date: Inspector:
item #

[ ] Corrected Date: Inspector:
ltem #

] Corrected Date: Inspector:
Item #

LI Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Iltem #

[ | Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
ltem #

[ | Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
Iltem #

L] Corrected Date: Inspector:

00031722




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(8/2011)

Project: Hollymead Location:

Albemarle Co

Date of Inspection: _3-25-14 CRLDINo.:

DEQ 8063

Inspection Type: [X] weekly

[ @ 2 weeksirainfall event 006"

Rainfall (previous 7-day total)

[ monthly

[] Rainfall (amount/date)

Current Weather Conditions: _Snow 30

e

[0 clearing & Grubbing
X Finish Grading

Stage of Construction:

XIRough Grading

[JFinal Stabillzation

Minimum Standard

1. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?(M$-2, 6,10)
. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

_Are earthen control structures seeded and mulched? (MS-5)

_Are all finished cut and fill slopes adequately stabilized? (MS-7)

_Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

8. s re-stabilization of in-stream construction complete? {MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-186)

N oo o~ W N

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)
14 Have all deficiencies from previous inspections been addressed?
15. Have there been any discharges since time of last inspection?

DORORORRRKOOOKRXK <
XROODODOOoOoDoOoog =

No Deficiencies Certification (XIThe facility is in compliance with the SWPPP and this permit.

DDORORODORKKODOU »=

Corrective Actions Required (Description/Location) — attach additional sheets as needed

around tfwer is down. Please repairfreplace SF.

[tem # Line 2054 T570 (1% tower on left before turning into gated CE in the better living components), SF

M Corrected Date: @4/} Inspector: 0

Due to gnow cover on roads)

[tem # From Line 2054 T310 to 3 1, Middle of SF on the left is down. Please repair/replace SF. (did not check

Corrected Date: 4 73 Inspector: TQ

Notes: Snow cover on roads and CE, some areas inaccessible

[] Corrected Date: Inspector:

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and balief, true, accurate, and complete. | am aware that there are significant

penalties for submitting false information, including the possibility of fine and imprisonment for knowing violations."

= = ) : -
Signed: Title: Environmental Specialist
Inspector's Phone Nurfnber: 804 347 2322

Date: ___3/25/14
00031723




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of inspection: 4-1-14 CRLD/No.: DEQ_6063
Inspection Type: [X weekly

Rainfall (previous 7-day total)

(] @ 2 weeks/rainfall event 131"

[J monthly [] Rainfall (amount/date)

Current Weather Conditions: _Sunny 55

[ Clearing & Grubbing XRough Grading
X Finish Grading [JFinal Stabilization

Stage of Construction:

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?(M$-2, 6,10)

. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-18)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)

0O ~N O O AW N

w

13. Are adjacent properties and waterways adequately protected? (MS-19)
14. Have all deficiencies from previous inspections been addressed?

OXXOXONXXOOOXKKK <
XOOOOOOODOoooOoo =

15. Have there been any discharges since time of last inspection?

No Deficiencies Certification [XIThe facility is in compliance with the SWPPP and this permit.

DO0OXOXOOOKXXKOOO »2

Corrective Actions Required (Description/Location) — attach additional sheets as needed

item # Lipe 2054, Tower 298, Middle of SF around tower is down. Please repair/replace SF as needed.

Corrected Date: Inspector: T
Item # Ljne 2054 Tower 314, stake out of ground, SF is down. Please repair stake and SF.
[ﬁ Corrected Date: 4.]/4 Inspector: hal

Item # Ling 2054 Tower 313, SSF is down on right side. Please repair/replace SSF as needed.

[M Corrected Date: Y Jq Inspector: "\ \3§)

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel propery gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant
penalties for sw false information, including the possibility of fine and imprisonment for knowing violations "

Signed: ""!&efﬁ/ Title: Environmental Specialist Date;___4/1/14

Inspector's Phone Number; 804 347 2322

00031724



Corrective Actions Required (Description/Location)

Item # Line 2054 Tower 311, past the tower on right side, SF is down. Please repair/replace SF as needed.

Corrected Date: B/7 Inspector: 78®

Item # Line 2054 Tower 319, SF down at the bottom bf hill. Please repairfreplace SF as needed.

Y| Corrected Date: /47 Inspector: " (/&£

ltem # Line 2054 Tower 323, SF overburden. Please removed excess sediment and repair SF.

V] Corrected Date: 2/% Inspector: /B30

Item # Ling 2054 Tower 319 to 320 around the curve on the right, stake out of ground, SF is down. Please

Repair S/ L, ﬂ"ﬁa
F] Corrected Date: 7/ O Inspector:

Item # Lip€ 318-317, SF on the right around bridge is off of stake. Please repair SF.

4] Corrected Date: if / Inspector: 7/
ltem # ” '“’

[ ] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
ltem #

[:l Corrected Date: Inspector:
ltem #

[_] Corrected Date: Inspector:
ltem #

[ | Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
ltem #

[] Corrected Date: inspector:
ltem #

[ ] Corrected Date: Inspector:
ltem #

L] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
ltem #

[ | Corrected Date: Inspector:
ltem #

[ | Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector;
Iltem #

[ ] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
ltem #

[ | Corrected Date: Inspector:
Itern #

[ ] Corrected Date: Inspector:

00031725




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspection: _4-8-14 CRLD/No.: DEQ_6063
Inspection Type: [X] weekly

Rainfall (previous 7-day total)

. O @ 2 weeks/rainfall event 0.78"

[J monthly
Current Weather Conditlons: _Sunny § €5

[] Rainfall (amount/date)

Stage of Construction: [] clearing & Grubbing XIRough Grading
nish Gradin inal Stabilization
X Finish Grading [JFinal Stabilizati

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?{M8-2, 6,10)

. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)

0o ~N O O A W N =

[ (o]

13. Are adjacent properties and waterways adequately protected? (MS-19)
14. Have all deficiencies from previous inspections been addressed?

OXXOXONXXOOOX KK <
XOOOOooOOoooooooo =

15. Have there been any discharges since time of last inspection?

No Deficiencies Certification [X]The facility is in compliance with the SWPPP and this permit.

DOOXNOXOOOXXXOOO »2

Corrective Actions Required (Description/Location) — attach additional sheets as needed
Item # No Corrective Actions Needed
[[] Corrected Date: Inspector:
ltem #
[ ] Corrected Date: Ingpector:
Iltem #
[ ] Corrected Date: Inspector:

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

*| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based
on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant
penalties for suw false information, including the possibility of fine and imprisonment for knowing violations."

Signed: c/d_ﬁrﬁﬁ&/ Titte: Environmental Specialist Date:___4/8/14
Inspector's Phone Number: 804 347 2322

00031726



Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead Location: Albemarle Co

Date of Inspectlon: _4-15-14 CRLD/No.: DEQ_6063
Inspection Type: [X weekly

Rainfall (previous 7-day total)

[] @ 2 weeks/rainfall event 0.00"

[J monthly [ Ralnfall (amount/date)

Current Weather Conditions: _Rain 61

Stage of Construction: (] Clearing & Grubbing XIRough Grading
X Finish Grading [JFinal Stabilization
. N/
Minimum Standard A
. Are all denuded areas stabilized? (MS-1) |
. Are all required structural practices installed properly per plan?(M$-2, 6,10) O
. Does permanent vegetation provide adequate stabilization? (MS-3) |
. Have perimeter sediment trapping facilities been constructed? (MS-4)

X

. Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly instalied? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since time of fast inspection?

0w ~ O Ok~ W N =

}

B/HEIEIE

ODOOXROXOXXXOOOKRKK <
XODOoDoOoOooooooooa =

OXOXDO

No Deficiencies Certification X]The facility is in compliance with the SWPPP and this permit.

Corrective Actions Required (Description/Location) — attach additional sheets as needed
ltem # Line 2054 Tower 582, SF in front of tower is torn and down. Please repair/replace SF as needed.

[ Corrected Date: 4 /) Inspector:
item # Line 2054 Tower 579, Before getting tower, SF right of gravel entrance, SF over burden. Please remove
Gravel and repair SF

[A Corrected Date: ¢/ /4y Inspector: =< Y
ltem # From Line 2054 Tower 273 to 274, SF on the right at stream crossing needs to be re-erected/overburden.
Please remdved sediment and repair SF.

[ Corrected Date:  S/R)/Y Inspector:  OMA
Signatory Confirmation (signed by the Permit Holder or Authorized Representative)
"| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared In
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based

on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete, | am aware that there are significant

penalties for submitting false infggmation, including the possibility of fine and imprisonment for knowing violations."
§igned:M&/ Title: Environmental Specialist Date:___4/15/14
Inspector's Phone NGmber: 804 347 2322 00631727




Corrective Actions Required (Description/Location)

ltem # Line 2054, Tower 303, left end of SF needs to be re-erected. Please repair SF.

)] Corrected Date: ¥ 7273 Inspector.

Item # From Line 2054 Tower 303 fo 304, SF on left is down. Please repair SF.

[A Corrected Date: ¢/A2  Inspector.

ltem # From Line 2054 Tower 304 to 305, SF on left is down. Please repair SF.

[¥] Corrected Date: /22 Inspector: o1

[tem # Across from Line 2054 Tower 305, SF is down. Please repair SF.

[] Corrected Date: ¢/2 Inspector: /s

Item # From Line 2054 Tower 305 to 306, SFs’ on left is down. Please repair SF.

[X] Corrected Date: //22 Inspector: ¢S H

Item # Across Line 2054 Tower 307, SF is down. Please repair SF.

Corrected Date: ¥/22  Inspector: 25 |

Item # From Line 2054 Tower 307 to 308 before gate, SF on left is down/overburden. Please remove sediment a|
And repair SF.

[X] Corrected Date: 4/.Az Inspector: S

Item # Line 2054 Tower 339, SF around stockpile is down. Please repair SF.

IE Corrected Date: W/LZ Inspector: 5 H

ltem # Line 2054 Tower 331, SF not attached to metal fencing. Please reattached SF to metal fencing.

[¥] Corrected Date: [[#2~ __Inspector:

Item #

[ | Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Iltem #

[ | Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
ltem #

[ | Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
item #

[ ] Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
item #

[ ] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Ingpector:
Item #

[ ]| Corrected Date: Inspector:
Iltem #

[] Corrected Date: Inspector:

00031728



Dominion Electric Transmission Projects
E&S/IVSMP Inspection Report

(6/2011)
Project: Hollymead TL Re-Build Location: Albemarle County, VA
Date of Inspection: 042114 CRLDINo.:40029

inspection Type: X} weekly
X Rainfall (previous 7-day total)

D@2 weeks/rainfall event __0.00"
[] monthly ] Rainfall (amountldate)
_
Current Weather Conditions: 62F Sunny
. . < .
stage of Construction: [< Clearing & Grubbing XRough Grading
[ Finish Grading [JFinal Stabilization
Minimum Standard Y N 'X
4. Are all denuded areas stabilized? (MS-1) Nnx O
2. Are all required structural practices installed properly per plan?(MS-z, 6,10) O O
3. Does permanent vegetation provide adequate stabilization? (MS-3) < O O
4. Have perimeter sediment trapping facilities been constructed? (MS-4) X O O
5. Are earthen control structures seeded and mulched? (MS-5) O O
6. Are all finished cut and fill slopes adequately stabilized? (MS-T) 0 X O
7. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19) O O
8. 1s re-stabilization of in-stream construction complete? (MS-1 2, 15) < O O
9. Are in-stream construction EC properly installed? (MS-13) O O
10. Are utilities trenches dewatered, pbackfilled and stabilized? (MS-16) O O
11. Are construction entrances maintained and soil and mud peing kept off public roads? (MS-17) < O O
12. Have all control structures NO longer needed been removed and areas stabilized? (MS-18) O O
13. Are adjacent properties and waterways adequately protected? (MS-19) < O O
14. Have all deficiencies from previous inspections been addressed? O O
15. Have there been any discharges since time of last inspection’? O X O

No Deficiencies Certification [1The facility is in compliance with the SWPPP and this permit.

Co
jtem # 1. Tipaberw
-i' Corrected
item # 2. Cross Timber r
A orrected Date:

inspector. Chr

Signatory Confirmation (signed by the Permit Holder of Authorized Represantative)

" certify under penality of law that | have read and understand this document and that this document and all attachments were prepared in

G o designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on
or persons Who Mg/ age the system, or those persons directly responsible for gathering the information, the
g, to the hes of myknowledge and belief; true, accurate, and complete, | am aware that there aré significant penalties
“including the possibility © i

informatio submijtted

for submifting falde inférmatio e and imprisonment for knowing violations."

Title: Environmental Specialist Date:04/24/14

00031729



Corrective Actions Required (Description/Location)

ltem # 3 Water Crest: Re-trench sif\feyice where indicated by orange flaggin Cance OMA
| ] Corrected Date: A Inspector: Christina Anderson ymde \ ool

Item # 4. OJd structure 579, consider iﬁstalling rip-rap since the outlet to the culvert is draining to a drop inlet.

[A Corrected Date: 518)14 Inspector: Christina Anderson

Item # 5. Proffit Rd. Seed and mulch by 264 where vehicle traffic has torn up ground.

[\ Corrected Date: 5/8//4 Inspector: Christina Anderson

item # 6.Proffitt Rd. Seed and mulch denuded areas around stream crossing between 265 and 266.

[ Corrected Date:  £/R)1 7 Inspector: Christina Anderson

Item # 7. Proffit Rd. Seed and mulch denuded areas around 270, repair silt fence by 271 and seed and mulch.

[V Corrected Date:  5/8)/9 Inspector: Christina Anderson

ltem # 8. Preffit Rd. Seed and mulch denuded areas around 273 where rill erosion is occurring.

[ 4 Corrected Date:  S7€/7Y Inspector: Christina Anderson

ltem # 9. From line 2054, remove sediment from overburdened silt fence to the right of the stream crossing
between 273 and 274, repair silt fence.

[M Corrected Date: 5/8/7¥ Inspector: Christina Anderson

Item # 10. Proffit Rd, extend silt fence by stream crossing to cup upwards towards road, sediment is washing
into strea

[ Corrected Date:  S/&))Yy Inspector: Christina Anderson

ltem # 11. Riverview Farm: Clean up dried concrete by stream crossing near 280.

[ 4 Corrected Date:  $J3//Y Inspector: Christina Anderson

item # 12. Up timber mat road btw 2054/300 and 301, remover overbearing sediment from SSF and repair.

(4 Corrected Date: S]8// ¥ Inspector: Christina Anderson

ltem # 13. Tower between 2054/304 and 305 SF on north side of road is not connected properly.

[\ Corrected Date: S/§ /]9 Inspector: Christina Anderson

ltem # 14. Sjit fence is down between 2054/307 and 308 on north side of road at culvert.

[ Corrected Date:  §/8)77 Inspector: Christina Anderson

ltem # 15. S8F is down between 2054/307 and 308 on north side of road at stone bench:; repair.

[4 Corrected Date: &) /7 4 Inspector: Christina Anderson

Item # 16. Stabilize denuded areas between 2054/309 and 310 where vehicle traffic has torn up grass.

[JCorrected Date: ST &/7Y Inspector: Christina Anderson

Item # 17. Remove overbearing sediment from silt fence between 2054/ 319 and 320 (on east side of road)
repair. P

| W Corrected Date: 4//7);Y Inspector: Christina Anderson

ltem # 18. SF down at 2054/323; repair.

[\ Corrected Date: 4))7//Y Inspector. Christina Anderson

Item # 19. SF down between 2054/326 and stream; repair.

[ Corrected Date: 4/)7/]¥ Inspector: Christina Anderson

ttem # 20. Silt fence down around stockpile at 2054/339; repair.

[ Corrected Date:  4/7/} Inspector: Christina Anderson
[

ltem #

[] Corrected Date: Inspector:
item #

[ ] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector;
ltem #

[] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector: 00031730




Dominion Electric Transmission Projects
E&S/VSMP Inspection Report

(6/2011)
Project: Hollymead Location: Albemarle Co
Date of Inspection: _4-22-14 CRLD/No.:_VA DEQ E&S Inspector # 5778

Inspection Type: [X weekly

] Rainfall (previous 7-day total)

[ @ 2 weeks/rainfall event 0.72"

[J monthly [] Rainfall (amount/date)

Current Weather Conditions: Overcast 72 F

] Clearing & Grubbing XIRough Grading
X Finish Grading CJFinal Stabilization

Stage of Construction:

Minimum Standard

1. Are all denuded areas stabilized? (MS-1)

2. Are all required structural practices installed properly per plan?(MS-2, 6,10)

3. Does permanent vegetation provide adequate stabilization? (MS-3)

4. Have perimeter sediment trapping facilities been constructed? (MS-4)

5. Are earthen control structures seeded and mulched? (MS-5)

6. Are all finished cut and fill slopes adequately stabilized? (MS-7)

7. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

8. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly instalied? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-1 6)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since time of last inspection?

OOXOOOXKRXROXORXO <
XXOOXOOOOROOOOR =
OOOXOXROOOO0OXKOOO »=

No Deficiencies Certification [The facility is in compliance with the SWPPP and this permit.

Corrective Actions Required (Description/Location) — attach additional sheets as needed

Item # 1. CEs off of Timberwood Parkway and Cross Timbers Rd, remove sediment tracked onto public roads.
(A" Corrected Date: =] [Z24/tAnspector. (< hina. A<

Item # 2. Old structure 579, consider installing rip rap as the outlet to the cuivert that is draining to a drop inlet.
[M"Corrected Date:  S/{/1 Yinspector:  (\avt Shen Aleren

Item # 3. From Line 2054 Tower 273 to 274, SF on the right at stream crossing needs to be re-erected/overburt

Please removed sediment and repair SF.
[ Corrected Date:  &]{J/ Inspector:  (* A~

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"l certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in

accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based

on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant

penalties for submitting faise | tion, includingk possibility of fine and imprisonment for knowing violations.”
§igned: oy ‘\"\'Joshua Ha ﬁ Title: Environmental Specialist Date:_4/22/14

Inspector's Phone Number: 808-358-5647

00031731



Corrective Actions Required (Description/Location)

[tem # 4. Temporarily stabilize unprotected denuded area at 2054/278.

[ Corrected Date: 41/ 2¢/) 4 Inspector. Chanshna Andesin

ltem# 5. Up the timber mat road between 2054/300 & 301, the super silt fence above the stream is overburdene
with sedim,eﬂ(. repair SSF.

[M Corrected Date: 5/ %)/ 9 inspector. A M AnderSen

ltem # 6. TeWwer between 2054/304 & 305, SF on north side of road is not connected properly. Repair the gap.

[ Corrected Date: &]R))Y Inspector: M AnderSen

ltem # 7. Between 2054/307 & 308 SF down on north side of road (west side of stream) at culvert, repair SF.

[ Corrected Date: S ] €)/Y Inspector: M Andergen

[tem # 8. Between 2054/307 & 308 SSF down on north side of road at stone bench, maintain SSF.

[JCorrected Date: 5] €14 Inspector: M Mderse

ltem # 9. Between 2054/309 & 310 stabilize denuded road bank upper and lower where it appears tracked vehic
have been #ioving in the right of way off of the road.

[¥ Corrected Date: o/ %)Y Inspector: (MA e 0

{tem # 10. Between 2054/319 & 320 SFs down on east side of road, removed overburdening sediment and repai
SFs. ,

[ Corrected Date: ‘4} [7]1Y \nspector: MANdes<cn

jtem # 11. SF down at 2054/323, repair.

[WCorrected Date: 44))72/}Y Inspector: OM Andecscn

ltem # 12. Between 2054/326 andi stfeam crossing SF is down, repair.

[ Corrected Date: /]2 //Ynspector: (M

ltem # 13., Line 2054 Tower 339, SF around stockpile is down. Please repair SF.

M Corrected Date: Y/)7/y4 Inspector. /M Arelossen
71 '

ltem #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
ltem #

] Corrected Date: Inspector:
item #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
Item #

[| Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
ltem #

] Corrected Date: inspector:
Item #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
Item #

1 Corrected Date: inspector:

00031732



Dominion Electric Transmission Projects
E&S/VSMP Inspection Report

(6/2011)
Project: Hollymead TL Re-Build Location: Albemarle County, VA
Date of Inspection: 05/01/14 CRLD/No.:40029

inspection Type: weekly
X Rainfall (previous 7-day total)
[] @ 2 weeks/rainfall event __3.03

(] monthly [[] Rainfall (amount/date)

Current Weather Conditions: 73F Sunny
(7] Clearing & Grubbing XIRough Grading
X Finish Grading [JFinal Stabilization

Stage of Construction:

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?(M$-2, 6,10)

. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and muiched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? {M$-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since time of last inspection?

0 ~N OO O A WN -

OOXOOOXKXOKKXXDO <
X XOOXOOOOXxOoOOoOOoOX =
OO0O0OXOXOOOOOoooo »=

No Deficiencies Certification [_|The facility is in compliance with the SWPPP and this permit.

Corrective Actions Required (Description/Location) — attach additional sheets as needed
Item # 1. Timberwood Pkwy: seed and mulch around structure 260.
[ Corrected Date: ¢/€// 9 Inspector: Christina Anderson

Item # 2. Timberwood Pkwy: Sweep up mud which has been tracked onto Timberwood Pkwy. Lay additional
stone or matting as needed to prevent further mud trafficking.
[M Corrected Date: 5/8]/Y Inspector: Christina Anderson

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

“| certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with a ‘e designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on
my inquiry of theferson pr persons who manage the system, or those persons directly responsible for gathering the information, the

itted ig/ to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant penalties

for submitting false inf W the possibility of fine and imprisonment for knowing violations."
/
Signed: Title: Environmental Specialist Date:04/24/14

Inspectgr's Ph u - 692

00031733



Corrective Actions Required (Description/Location) ]
item # 3. Cross Timber rd seed and mulch denuded areas closest to structure. (By silt fence)
[ Corrected Date: $/8)/ 4 Inspector: Christina Anderson

ftem # 4. Cross Timber Rd: Silt fence surrounding old structure foundation not properly trenched. Remove over
bearing sediment from silt fence by new structure.

Corrected Date: 5/&)/ Y Inspector: Christina Anderson

ltem # 5. Cross Timber Rd: Lay additional matting or stone as needed to prevent further mud trafficking. Sweep
mud tracked onto rd.

[ Corrected Date: £/ Z/77 Inspector: Christina Anderson

ltem # 4. Watercrest Rd: New structure 263, consider installing rip-rap since the outlet to the culvert is draining
a drop inlet, -

[ Corrected Date: $/8//Y Inspector: Christina Anderson

ltem # 5. Proffit Rd. Seed and mulch by 264 where vehicle traffic has torn up ground.

[¥ Corrected Date: €7/8/1 9 \nspector: Christina Anderson
ltem # 6. Proffit Rd. Seed and muich denuded areas around 270, repair silt fence by 271 and seed and muich.

[¥Corrected Date; 5/ &Y Inspector: Christina Anderson

ltem # 7. Proffit Rd. Seed and muich denuded areas around 273 where rill erosion is occurring.

[FCorrected Date®>/8//7 Inspector: Christina Anderson

item # 8. From line 2054, remove sediment from overburdened silt fence to the right of the stream crossing
between 273 and 274, repair silt fence.

[ Corrected Date: 5/} /" Inspector: Christina Anderson

item # 9. Proffit Rd, extend silt fence by stream crossing between new structures 272 and 273, and 273 and
to cup upwards towards road, sediment is washing into stream

[WCorrected Date: S/8)/ Inspector. Christina Anderson

[tem # 10. Riverview Farm: Clean up dried concrete by stream crossing near 280.

[ Corrected Date:  S/&! Y _Inspector: Christina Anderson

item # 11. Up timber mat road btw 2054/300 and 301, remove overbearing sediment from SSF and repair.

[ Corrected Date: &/ 8)/Y Inspector: Christina Anderson

ltem # 12. SF on north side of road at stream crossing between 2054/304 and 305,is not connected properly
and has collapsed; repair SF where it has collapsed

[JCorrected Date: S)2)14 Inspector: Christina Anderson

item # 13. Silt fence is down between 2054/307 and 308 on north side of road at culvert.

[\ Corrected Date: €I/l Inspector. Christina Anderson

item # 14. SSF is down between 2054/307 and 308 on north side of road at stone bench; repair.

[V Corrected Date:  $(§// 7 Inspector: Christina Anderson
item # 15. Stabilize denuded areas between 2054/309 and 310 where vehicle traffic has torn up grass.

[ LCorrected Date:_ SJ&/ "7 Inspector: Christina Anderson

[tem # 16. Remove overbearing sediment from silt fence between 2054/ 319 and 320 (on east side of road)
repair.

£

[ Corrected Date: 9/[ 7//'{ _Inspector: Christina Anderson

ftem # 17. SF down at 2054/323; repair.

[WCorrected Date: 4/{7/]4 Inspector: Christina Anderson

item # 18. SE down between 2054/326 and stream; repair.

(W Corrected Date: 4/I7//Y Inspector: Christina Anderson

item # 19. Siit fence down around stockpile at 2054/339; repair.

[\/Corrected Date: H[[1/1Y Inspector: Christina Anderson
1 4

ltem #

[] Corrected Date: Inspector:
ltem #

["] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
item #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:

00031734



ltem #

[] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:

00031735




Dominion Electric Transmission Projects

E&S/VSMP Inspection Report
(6/2011)

Project: Hollymead TL Re-Build

Date of Inspection: 05/08/14 CRLD/No.:40029
Inspection Type: weekly

Location: Albemarle County, VA

[] Rainfall (previous 7-day total)

[] @ 2 weeks/rainfall event

] monthly Rainfall (amount/date)
~0.05" 05/05/14-05-08/14_

Current Weather Conditions: 62F Sunny
[] Clearing & Grubbing
X Finish Grading

Stage of Construction:

XIRough Grading
[JFinal Stabilization

Minimum Standard

1. Are all denuded areas stabilized? (MS-1)

2. Are all required structural practices installed properly per plan?(MS-2, 6,10)
3. Does permanent vegetation provide adequate stabilization? (MS-3)

4. Have perimeter sediment trapping facilities been constructed? (MS-4)

5 Are earthen control structures seeded and mulched? (MS-5)

6. Are all finished cut and fill slopes adequately stabilized? (MS-7)

7 Are all channels and outlets adequately stabilized? (MS-8, 8,11, 19)

8. |s re-stabilization of in-stream construction complete? (MS-12, 15)

9 Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)
14. Have all deficiencies from previous inspections been addressed?
15. Have there been any discharges since time of last inspection?

IRRONONIKKAKKKRKEK <
XOoOooOooooooooood =

No Deficiencies Certification [X]The facility is in compliance with the SWPPP and this permit.

OoOorROROCODOoOCcOoOoood»>=

Corrective Actions Required (Description/Location) — attach additional sheets as needed
ltem #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

" certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in

accordance with g/éystem designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on

my inquiry of thg peys
information sybmitied is, to the best

Inspect:o (s 6 692—8882

Title: Environmental Specialist

Date:05/08/14

00031736

on or persons who manage the system, or those persons directly responsible for gathering the information, the
of my knowledge and belief, true, accurate, and complete. | am aware
hepossibility of fine and imprisonment for knowing violations.”

that there are significant penalties



Dominion Electric Transmission Projects
E&S/VSMP Inspection Report

(6/2011)
Project: Hollymead TL Re-Build Location: Albemarle County, VA
Date of Inspection: 05/15/14 Time {500 CRLD/No.:40029 ’

Inspection Type: [X] weekly
X Rainfall (previous 7-day total)
[] @ 2 weeks/rainfall event _0.22

[] monthly [] Rainfall (amount/date)
Current Weather Conditions: 63F Sunny
[ Clearing & Grubbing [JRough Grading
X Finish Grading XFinal Stabilization

Stage of Construction:

Minimum Standard

1. Are all denuded areas stabilized? (MS-1)

2. Are all required structural practices installed properly per plan?(MS$-2, 6,10)

3. Does permanent vegetation provide adequate stabilization? (MS-3)

4. Have perimeter sediment trapping facilities been constructed? (MS-4)

5. Are earthen control structures seeded and mulched? (MS-5)

6. Are all finished cut and fill slopes adequately stabilized? (MS-7)

7. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

8. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are tilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since time of last inspection?

OXXOXOXKKKXNKKNXKKLO <
XOOOOpDoOooooouix =
OO0O0OXROXKOOOOOoOoon »=

No Deficiencies Certification [ ]The facility is in compliance with the SWPPP and this permit.

Corrective Actions Required (Description/Location) — attach additional sheets as needed

Item # 1. Proffitt Rd: Road has washed btw 268 and 267; gravel has overburdened and collapsed SF adjacent
to road, remove sediment and repair road and SF when in the area.

[V Corrected Date: 7/&8! !9 Inspector: (. hdoricn
item # 3. Proffit Rd: Temporarily stabilize pads at 271/271 switch when work is complete..

Corrected Date:  05/22/14 Inspector: (. Aol SN

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"I certify under penalty-of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with g.8ystem designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on
my inquiry of the/person ar persons who manage the system, or those persons directly responsible for gathering the information, the

itted s/ my knowledge and belief, true, accurate, and complete. | am aware that there are significant penalties
for submitting false infgefiation Inc;ﬁb the possibility of fine and imprisonment for knowing violations."

Signed: Title: Environmental Specialist Date:05/15/14

Inspector’s PhonéNuriber. 757-602-8852 00031737




Dominion Electric Transmission Projects
E&S/VSMP Inspection Repogt

(6/2011)
Project: Hollymead TL Re-Build Location: Albemarle County, VA
Date of Inspection: 05/22/14 Time | "/Z 9‘ CRLD/No.:40029

Inspection Type: weekly
Rainfall (previous 7-day total)
[] @ 2 weeks/rainfall event _3.99"

] monthly [] Rainfall (amount/date)

Current Weather Conditions: 80F Sunny

Stage of Construction: [] Clearing & Grubbing [JRough Grading
Finish Grading DXFinal Stabilization

Minimum Standard

1. Are all denuded areas stabilized? (MS-1)

2. Are all required structural practices installed properly per plan?(MS-2, 6,10)

3. Does permanent vegetation provide adequate stabilization? (MS-3)

4. Have perimeter sediment trapping facilities been constructed? (MS-4)

5. Are earthen control structures seeded and muiched? (MS-5)

8. Are all finished cut and fill slopes adequately stabilized? (MS-7)

7. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

8. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly instalied? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-1 9)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since time of last inspection?

OXXOXNONKRNXKXKXKO <
XOODOODOOODOOOOOoOxX =
OUO0OXOXOOOOOOO000 »=2

No Deficiencies Certification [JThe facility is in compliance with the SWPPP and this permit.

Corrective Actions Required (Description/Location) — attach additional sheets as needed
Item # 1. Worth X-ing: Temporarily stabilize denuded areas around structure.
[/ Corrected Date: 7//0)/Y Inspector: (' Anclersn
Item # 2. Proffitt Rd: Road has washed btw 268 and 267; gravel has overburdened and collapsed SF adjacent
to road, remove sediment and repair road and SF when in the area.

[ Corrected Date: 7/8¢ [14_Inspector: (. Anderson
Item # 3. Pyoffit Rd: Fill in rill erosion which has formed at 271/271 switch..

[V Corrected Date: | [\ Inspector: (0~ ey
\ !
Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"l certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance wit tem designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on
my inquiry of #fe person or persons who manage the system, or those persons directly responsible for gathering the information, the

information gubmitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant §enalties
for submi ibformation, i e possibility of fine and imprisonment for knowing violations." 08031 738

Title: Environmental Specialist Date:05/22/14




Corrective Actions Required (Description/Location)

Item# 4. Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed rip-rap and
blocked culvert outlet. Remove debris to restore flow.

[+ 'Corrected Date: 9///j4  Inspector: (1, Anclersen

Item # 5. Proffitt Rd. SF adjacent to pond below 271 has collapsed, repair SF.

[ Corrected Date: @[ 20{1 Inspector: . Andergo

Item # 6. Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use.

[4 Corrected Date: ‘Uﬁ_ﬂq Inspector: a4 M\

Item # 7. Cindy Ln. Road has eroded between 281 and 283 in various areas; address when in the area.

[A Corrected Date: 5/99//9 Inspector: (7. AnderSan

Item # 8. Cindy Ln: Road between 783 and 284 has washed out on east side of road. Repair when in vicinity.

[ Corrected Date: o) 79/;4 Inspector: ('. A&

Item # 9. Remove blockage at clilveft inlets between-804-end-802, 303 and 304, 304 and 305 install additional
rip-rap at iplets and outlets where needed. CA .

[A Corrected Date: 7/22/)/4 Inspector: & Alers~

Item # 10. Right of way has eroded in multiple spots throughout line. Retrieve any gravel which has run off road
fill in rills where necessary. (LOW PRIORITY)

[\ Corrected Date:  9// )Y Inspector: (. Andersen

Item #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
tem #

] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:

00031739




Dominion Electric Transmission Projects
E&S/VSMP Inspection Report

(6/2011)
Project: Hollymead TL Re-Build Location: Albemarle County, VA
Date of Inspection: 05/29/14 Time 1S CRLD/No.:40029

Inspection Type: [X] weekly
>J Rainfall (previous 7-day total)
©.0'

] @ 2 weeks/rainfall event
[] monthly [1 Rainfall (amount/date)

Current Weather Conditions: 24 F P@VH (ﬁd\wd 3
L] Clearing & Grubbing [_IRough Grading

X Finish Grading DFinal Stabilization

Stage of Construction:

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?(MS-2, 6,10)

. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

- Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

® N O !N RN
XXOOOOODOXKXROOOKRX =

ODOXOXROXROODOXNXXOO <
ODO00OXOXOROODOOOOO »=

15. Have there been any discharges since time of last inspection?

No Deficiencies Certification [ |The facility is in compliance with the SWPPP and this permit.

Corrective Actions Required (Description/Location) — attach additional sheets as needed
ltem # 1. Wortth X-ing: Temporarily stabilize denuded areas around structure 258 and repair downed SF

[\JCorrected Date: 7/)0JJY Inspector: 7. Anclevson
ltem # 2. Proffitt Rd: Road has washed btw 268 and 267; repair road and SF when in the area.

[M Corrected Date:  7/0%//4  Inspector. (. Mdorsn
Item # 3. Pyoffit Rd: Fill in rill erosion which has formed at 271/271 switch..

[4 Corrected Date: \"M“\ Inspector: (LMQQSU\

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"I certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in

accordance Aysystem designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on

my inquiry pf the person or persons who manage the system, or those persons directly responsible for gathering the information, the

informatiojf submited is 2 best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant penalties
: ding the possibility of fine and imprisonment for knowing violations.”

Title: Environmental Specialist Date:05/29/14 00031740




Corrective Actions Required (Description/Location)

ltem# 4. Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed rip-rap and
blocked culvert outlet. Remove debris to restore flow.

A Corrected Date: G/ [y _Inspector: (1 Andersen

Item # 5. Proffitt Rd. SF adjacent to pc;nd below 271 has collapsed, repair SF.

[ Corrected Date: 7/0)/4  Inspector. (7 Andersey

Iltem # 6.Proffitt Rd. SF adjaceﬁt to 271 switch has become overburdened and collapsed. Remove overbearing
sediment gnd repair SF.

[ Corrected Date: (2] 99 {_Inspector: (. Ardlysn

Item # 7. Proffitt Rd. Temporariﬁf stabilize soil stock pile by 273 until ready for use.

[ Corrected Date: 974 Inspector: AMA

Item # 8. Remove blockage at culvert inlets between 303 and 304, 304 and 305 install additional
rip-rap at inlets and outlets where needed.

[ Corrected Date: “7)2.J/Y Inspector: & Andeyse

Item # 9. Right of way has eroded in multiple spots throughout line. Retrieve any gravel which has run off road 4
in rills whege necessary. (LOW PRIORITY)

WY Corrected Date: 9/l )Y Inspector: A . Andeyson

ltem #

[] Corrected Date: Inspector:
ltem #

|| Corrected Date: Inspector:
ltem #

] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:

00031741



Dominion Electric Transmission Projects
E&S/VSMP Inspection Report

(6/2011)
Project: Hollymead TL Re-Build Location: Albemarte County, VA
Date of Inspection: 06/05/ 14 Time1353 CRLD/N0.:40029

Inspection Type: weekly
Rainfall (previous 7-day total)
[[] @ 2 weeks/rainfall event o7
] monthly [7] Rainfall (amount/date)

Current Weather Conditions: 75F Sunny

Stage of Construction: ] Clearing & Grubbing [JRough Grading
Finish Grading BJFinal Stabilization

Minimum Standard

1. Are all denuded areas stabilized? (MS-1)

2 Are all required structural practices installed properly per plan?(MS-2, 6,10)

3. Does permanent vegetation provide adequate stabilization? (MS-3)

4. Have perimeter sediment trapping facilities been constructed? (MS-4)

5. Are earthen control structures seeded and mulched? (MS-5)

6. Are all finished cut and fill slopes adequately stabilized? (MS-7)

7. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

8. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-1 9)

14. Have all deficiencies from previous inspections been addressed?

DDED@DEDDDK‘EEDD <
VAVADDDDDD&EDDDE@ z
DDDIZIDVADEDDDDDDD »Z

15. Have there been any discharges since time of last inspection?

No Deficiencies Certification [ IThe facility is in compliance with the SWPPP and this permit.

Corrective Actions Required Description/Location) — attach additional sheets as needed

{tem # 1. Wetth X—ing:_@porari!v stabilize denuded areas around structure 258 and repair downed SF
?‘ Corrected Date: 7/10//4 Inspector. . Andecss

ltem # 2. Proffitt Rd: Road has washed btw 268 and 267; repair road and

Corrected Date: 7|41 Inspector: . Ade

(- : L A [ ——————
| Item # 3. Pyoffit Rd: Fill in rill erosion which has formed at 271/271 switch..
Corrected Date: O inspector: Q. hnd2fSN

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

SF when in the area.

“| certify under penaity of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with stem designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on
my inquiry of #fie person or persons who manage the system, or those persons directly responsible for gathering the information, the
information/éubmitted)is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant penalties

for submiting false j ' including the possibility of fine and imprisonment for knowing violations."

: Title: Environmental Specialist Date:06/05/14
Inspetor /mbﬁ 757-692-8882 00031742




Corrective Actions Required (Description/Location)

Item# 4. Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed rip-rap and
blocked culvert outlet. Remove debris to restore flow.

| 4 Corrected Date: iy tnspector: 0, Andoyzen

ftem # 5. Proffitt Rd. SF adjacent to pond below 271 has collapsed, repair SF.

[eA Corrected Date: 7//0/Y  Inspector: . Andersen

Item # 6.Proffitt Rd. SF adjacent to 271 switch has become overburdened and collapsed. Remove overbearing
sediment and repair SF.

[ Corrected Date: b/ 2004 Inspector: (. AndesSon

ltem # 7. Proffitt Rd. Temporarily stabilize soil stock pile b\; 273 until ready for use.

[JCorrected Date: Uiy Inspector: (I A

Item # 8. Remove blockage at culvert inlets between 303 and 304, 304 and 305 install additional
rip-rap at inlets and outlets where needed.

[\ Corrected Date: 2/ 88)/4 Inspector: 7 . Awclovec

ltem # 9. Right of way has eroded in multiple spots throughout line. Retrieve any gravel which has run off road
in rills where necessary. (LOW PRIORITY)

[J/Corrected Date:  GJj) )14 tnspector: (T Anderacn

ltem #

[ ] Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
Iltem #

[ ] Corrected Date: Inspector:

00031743



Dominion Electric Transmission Projects
E&S/VSMP Inspection Report

Project: Hollymead TL Re-Build Location: Albemarle County, VA

Date of Inspection: 06/12/14 Time1557 CRLD/No.:40029

Inspection Type: [X weekly
X Rainfall (previous 7-day total)
[] @ 2 weeks/rainfall event _ 053

1 monthly [T] Rainfall (amount/date)

Current Weather Conditions: )5 [ %‘Wb

Stage of Construction: ] Clearing & Grubbing [IRough Grading
X Finish Grading IdFinal Stabilization
Minimum Standard Y N ":\’
1. Are all denuded areas stabilized? (MS-1) O X O
2. Are all required structural practices installed properly per plan?(MS-2, 6,10) O X U
3. Does permanent vegetation provide adequate stabilization? (MS-3) X O O
4. Have perimeter sediment trapping facilities been constructed? (MS-4) X O O
5. Are earthen control structures seeded and mulched? (MS-5) X O O
6. Are all finished cut and fill slopes adequately stabilized? (MS-7) O X [
7. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19) ] L]
8. Is re-stabilization of in-stream construction complete? (MS-12, 15) 1 O
9. Are in-stream construction EC properly installed? (MS-13) X O O
10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16) 7 0 X
11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17) B
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18) O 0O X
13. Are adjacent properties and waterways adequately protected? (MS-19) X O O»O
14. Have all deficiencies from previous inspections been addressed? ] ]
15. Have there been any discharges since time of fast inspection? 0 X O

No Deficiencies Certification [_]The facility is in compliance with the SWPPP and this permit.

Corrective Actions Required (Desc'riptionILocation) - attach additional sheets as needed

Item # 1. Worth X-ing: Temporarily stabilize denuded areas around structure 258 and repair downed SF

¥ Corrected Date: 7 /J)/Y inspector: (T Andorsen

ltem # 2. Cross Timbers Rd. Silt fence alongside gravel portion of CE has become overburdened in several

areas. Rempve excess gravel from SF.

[ Corrected Date: 7[>y Inspector: (1 An\ecsn
2]

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"I certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with m designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on
my inquiry of JHe persofi or persons who manage the system, or those persons directly responsible for gathering the information, the
informationgubmitted s, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant penalties

Title: Environmental Specialist Date:06/12/14
Inspec N57-692-8882 00031744




Corrective Actions Required (Descri tion/Location
Item # 3. Proffitt Rd: Road has washed btw 268 and 267; repair road and SF when in the area.
| Corrected Date: 7/28)/4 Inspector- _

item# 4. Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed rip-rap and
blocked cylvert outlet. Remove debris to restore flow.

[4 Corrected Date: Ynj Inspector: (1.

Iltem # G, Proffit Rd: Fill in rill erosion which has formed at 271/271 switch..
[A Corrected Date: /Y Inspector; /1 Ardlerscn
Item # 6. Pfoffitt Rd. SF adjacent to pond below 271 has cbllapsed, repair SF.
Corrected Date: (o] 79[} Inspector: i RN
ltem # 7.Proffitt Rd. SF adjacentlo 2V1 witch has become overburdened and collapsed. Remove overbearing
sediment 3nd repair SF.

(Y Corrected Date: 7/,0/7 Inspector: (7. orsn
ftem # 8. Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use.

[ Corrected Date: /1 7)Y Inspector: iy A
ltem# 9. Stony Point Rd. Culvert at entrance to 292 and 293 has partially blocked outlet. Remove sediment and ¢
to restore flow.

[/ Corrected Date: |88)7Y Inspector: U
ltem # 10. Remove blockage at culvert inlets between 303 and 304, 304 and 305 install additional
rip-rap at iplets and outlets where needed

Corrected Date: /] Inspector: a. Aadefgm
ltem # 11, Right of way has eroded in multiple spots throughout line. Retrieve any gravel which has run off road
fill in rills %here necessary. (LOW PRIQRITY)
Corrected Date: )/ Inspector: an
ltem # ]
[] Corrected Date: Inspector:
ltem #
L Corrected Date: Inspector:
ltem #
[ | Corrected Date- Inspector:

ltem #
|| Corrected Date: Inspector:

00031745



Dominion Electric Transmission Projects
E&S/VSMP Inspection Report

Project: Hollymead TL Re-Build Location: Albemarle County, VA

Date of Inspection: 06/19/14 Time:1420 CRLD/No.:40029

Inspection Type: [X| weekly
Rainfall (previous 7-day total)

[ ] @ 2 weeks/rainfall event _ose1”
] monthly [] Rainfall (amount/date)
Current Weather Conditions: ¢4 rF aloud%
Stage of Construction: Clearing & Grubbing [_IRough Grading

X Finish Grading XIFinal Stabilization

Minimum Standard

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan?(M$-2, 6,10)

. Does permanent vegetation provide adequate stabilization? (MS-3)

. Have perimeter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)

0 N O O~ N =

14. Have all deficiencies from previous inspections been addressed?

OOXNUOXOXOOOXRXKXOO <
XXUOOOODODKXKOOOK X =
000X OXOXOOOOOOOd »=

15. Have there been any discharges since time of last inspection?

No Deficiencies Certification []The facility is in compliance with the SWPPP and this permit.

Corrective Actions Required (Description/Location) - attach additional sheets as needed
ftem # 1. Worth X-ing: Temporarily stabilize denuded areas around structure 258 and repair downed SF

[\ Corrected Date: 7 /J0[)4 Inspector: (7 A~dersen,
ltem # 2. Cross Timbers Rd. Silt fence alongside gravel portfon of CE has become overburdened in several
areas. Remove excess gravel from SF. Gravel Right-of-way is in process of being completely removed for site
stabilization.

[ Corrected Date: 7’] 204 Inspector: A . Andeddn

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

"l certify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in
accordance with as9sigm designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on
my inquiry of Lhg soh-orpersons who manage the system, or those persons directly responsible for gathering the information, the
information syb of myknowledge and belief, true, accurate, and complete. | am aware that there are significant penalties
for submiﬂ nformation, including thé\gossibility of fine and imprisonment for knowing violations."

Signed: _

Inspeclor‘Wher: 757-692-8682

Title: Environmental Specialist Date:06/19/14 00031746




Corrective Actions Required (Description/Location)

Item # 3. Proffitt Rd: Road has washed btw 268 and 267; repair road and SF when in the area.

[ Corrected Date: 2/2¢);4 Inspector: (1. Anderien

Itemi# 4. Proffitt Rd. Culvert inlét by’270 needs inlet protection reinstalled; rain has washed rip-rap and
blocked cylvert outlet. Remove debris to restore flow.

[/ Corrected Date: 9//J)Y  Inspector: (. MNeren

Item # 5. Proffit Rd: Fill in rill erosion which has formed at 271/271 switch..

(1 Corrected Date: 7//0//9 Inspector: C',A,\dgm

Item # 6. Proffitt Rd. SF adjacent to'pong below 271 has collapsed, repair SF.

Corrected Date: (»J25[ M Inspector: (1. Indecn

Item # 7.Proffitt Rd. SF adjacent to 2771 switch has become overburdened and collapsed. Remove overbearing
sediment apd repair SF.

[ Corrected Date: 7 /;0)/Y Inspector. (.. Areegien
Item # 8. Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use.

[4 Corrected Date:  9//7 /¢ Inspector: ¥

Item # 9. Stony Point Rd. Culvert at entrance to 292 and 293 has partially blocked outlet. Remove sediment and ¢
to restore flow.

[ Corrected Date: 7/ 88)y4 Inspector: /2. Arcleya

ltem # 10. Remove blockage at culvert inlets between 303 and 304, 304 and 305 install additional
rip-rap at inlets and outlets where needed.

[\//Corrected Date: "7/28//4 Inspector: Vel Arr_lpfyn

ftem # 11. Stoney Point Pass. SF between 317 and 318 has become overburdened with gravel from road
washing. Remove excess sediment and repair SF where necessary.

Corrected Date:  X)95))¢ Inspector: (*. An\erxn

Item # 12. Right of way has erodéd in’ multiple spots throughout line. Retrieve any gravel which has run off road
fillin rills where necessary. (LOW PRIORITY)

[/ Corrected Date: C'),[H[M Inspector: (1. Andersm

ltem #

[ ] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
Iltem #

[] Corrected Date: Inspector:

00031747



Dominion Electric Transmission Projects

E&S/VSMP Inspection Report

Project: Hollymead TL Re-Build

Date of Inspection: 06/26/14 Time:1535 CRLD/No.:40029
Inspection Type: weekly

Location: Albemarle County, VA

[X Rainfall (previous 7-day total)

[ @ 2 weeks/rainfall event _0.26"
[J monthly [] Rainfall (amount/date)
Current Weather Conditions: 83F Sunny
Stage of Construction: [ Clearing & Grubbing [(JRough Grading
Finish Grading [XIFinal Stabilization
Minimum Standard

1. Are all denuded areas stabilized? (MS-1)

2. Are all required structural practices installed properly per plan?(MS-2, 6,10)
3. Does permanent vegetation provide adequate stabilization? (MS-3)

4. Have perimeter sediment trapping facilities been constructed? (MS-4)

5. Are earthen control structures seeded and mulched? (MS-5)

6. Are all finished cut and fill slopes adequately stabilized? (MS-7)

7. Are all channels and outlets adequately stabilized? (MS-8, 9,11, 19)

8. Is re-stabilization of in-stream construction complete? (MS-12, 15)

9. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17)
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)
14. Have all deficiencies from previous inspections been addressed?
15. Have there been any discharges since time of last inspection?

NOROROROOORRROO <

No Deficiencies Certification [JThe facility is in compliance with the SWPPP and this permit.

NROOOODO0ORXROOOXRK =
NOoOROROROOOOO00 >=

Corrective Actions Required (DescriEtionILocaﬂon) _ attach additional sheets as needed
Item # 1. Werth X-ing: Temporarily stabilize denuded areas around structure 258 and repair downed SF

[ Corrected Date: /70 /4 nspector: a . Anderson

stabilization.

lterm # 2. Cross Timbers Rd. Silt fence alongside gravel portion of CE has become overburdened in several
areas. Remove excess gravel from SF. Gravel Right-of-way is in process of being completely removed for site

| [ Corrected Date: 7{}@5{/}‘[ Inspector: (.. AnfeseN

|

Signatory Confirmation (signed by the Permit Holder or Authorized Representative)

" cestify under penalty of law that | have read and understand this document and that this document and all attachments were prepared in

accorgance with a system des
my inquiry of the perse
information submitted is A0
for submitting fajée Inf
/-
Rhone'™

Signed: Title: Environmental Specialist

Inspector's

Date:06/26 /14
ate: 06128 15031748

qned to assure that qualified personnel properly gathered and evaluated the information submitted. Based on
oppgisons who manage the system, or those persons directly responsible for gathering the information, the

e best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant penalties
e q the possibility of fine and imprisonment for knowing violations."



Corrective Actions Required (Description/Location)

Item # 3. Proffitt Rd: Road has washed btw 268 and 267; repair road when in the area.

[ Corrected Date: 7/28)/4 Inspector: (' Anclorsen

Item# 4. Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed rip-rap and
blocked culvert outlet. Remove debris to restore flow.

[ Corrected Date:  9//)J19 Inspector. (" Mnderso

ltem # 5. Proffit Rd: Fill in rill erosion which has formed at 271/271 switch..

(4 Corrected Date: 7/0)s4 Inspector. (T Anderscr

Item # 7.Proffitt Rd. SF adjacent td 271 switch has become overburdened and collapsed. Remove overbearing

sediment gnd repair SF. NO \G’Yké'u" VQ];

[ Corrected Date: Inspector: (7. A~clorsen

Item # 8. Proffitt Rd. Temporarily stabilize soil stock pile b\j 273 until ready for use.

[ 4 Corrected Date: 7//7 //4 Inspector: (1 444}

Item # 9. Stony Point Rd. Culvert at entrance to 292 and 293 has partially blocked outlet. Remove sediment and ¢
to restore flow.

[ Corrected Date: 7/98))4 Inspector: (. Arvloracn

Item # 10. Remove blockage at culvért inlets between 303 and 304, 304 and 305 install additional
rip-rap at inlets and outlets where needed.

LW Corrected Date: —25//4Inspector: (7 Axlarse

Item # 11. Stoney Point Pass. SF between 317 and 318 has become overburdened with gravel from road

washing. Remove excess sediment and repair SF where necessary.
&’ Corrected Date: X/25/)4Y Inspector: (1. Aryloeen

ltem # 12. Right of way has eroded in multiple spots throughout line. Retrieve any gravel which has run off road
fill in rills where necessary. (LOW PRIORITY)

[4"Corrected Date: 9//if) Inspector: (*. Ande S

Item #

[ ] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:

00031749



Dominion Electric Transmission Projects
E&S/VSMP Inspection Report

(7/1/2014)
Date of Inspection: 07/03/14
General Information
Project: Hollymead TL Location: Charlottesville, VA
Inspector Cert. No.: RLD 40028
Inspection Schedule
Does the project drain to impaired waters? Y/N If Yes, use Enhanced Inspection Criteria
General Inspectlon Criteria: Enhanced Inspection Criteria:
Every 5 business days IEJ Every 4 business days
|:| Every 10 business days/Rainfall event |:| Every 5 business days/Rainfall event

Rainfall Data Recording
Rainfall Monitoring Method {per site
rain gauge or named local

monitoring site: Weather Underground, KCHO (Charlottesville)

Rainfall Amounts:

Sunday Thursday

Monday Friday

Tuesday Saturday

Wednesday Previous 4/5 day total 0.34"

Stage of Construction

El Pre-Construction D Rough Grading
|:| Clearing & Grading Finish Grading
| Access installation ] Final Stabilizatlon

E&S Minimum Standards N/A

. Are all denuded areas stabilized? (MS-1)

. Are all required structural practices installed properly per plan? (MS-2,6,10)

. Does permanent vegetation provide adequate stabifization? {MS-3}

. Have permiter sediment trapping facilities been constructed? (MS-4)

. Are earthen control structures seeded and mulched? (MS-5)

. Are all finished cut and fill slopes adequately stabilized? (MS-7)

. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

. Is re-stabilization of in-streatn construction complete? (MS-12,15)

. Are in-stream construction EC properly installed? {MS-13)

. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

. Are construction entrances maintained and soil and mud being kept off public roads? (M5-17)
. Have all control structures no longer needed been removed and areas stabillzed? (MS-18)
. Are adjacent propertles and waterways adequately protected? (MS-19}

. Have all deficiencies from previous inspections been addressed?

. Have there been any discharges since the time of last inspections?
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Are wash waters occuring on thjs project? Y/N If so, is the locatlon designated on the plans? /N
Aok ab 3 hane
Polllution Prevention Plan Implementation
. Have there been any leaks or spills of fuels or chemicals?
. Have there been any discharges of soaps, solvents, detergents or wash water?
. Are vehicle washing activities located away from surface waters and stormwater inlets?

1
2
3
4. Are wash waters being directed into sediment basins, traps or filter devices?
5
6

=z
3
>

x

H00

X

. Are discharges of fuels, oils, and other petroleum products being prevented?
. Have any other discharges from potential pollutant-generating activities occurred?

OE0000.
HO00OE
00

Corrective actions required:
Item # 1. U'M’n X-ing: Tamparatlly stabllize denuded areas around structure 258 and repair downed SF

W’F.orlec‘md Date: "%qupeman Christina Anderson

No Deficiencies Certlfication [ The facility is in compliance with the SWPPP and this permit
Signatary Canfirmation {Signed by the Permit Holder or Duly Authorized Representative)

"| certify under penalty of law that | have read and understood this document and that this document and all attachments were prepared in
accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on my
inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the information
submitte the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant penalties for submitting

d j,
false Infgfmapton4 f fine and imprisonment for knowing violations."
Signed: Title: Environmental Specialist

Date; 07/03/14 Inspector's Phone Number: _757/692-8862

00031750



Corrective Actions Required (Description/Location)

ltem # 2. Cross Timbers Rd. Silt fence alongside gravel portion of CE has become overburdened in several
areas. Remove excess gravel from SF. Gravel Right-of-way is in process of being completely removed for site
stabilization.

[ Corrected Date: 7/£8)/Y Inspector: (1 Arc\or&nN

ltem # 3. Proffitt Rd. Silt fence on eastern side of stream crossing prior to structure 265 has collapsed. Repair

silt fence, syabilize denuded areas by stream crossing.
Ij(’)aorrected Date: 7/a@))Y Inspector: (1. Arylesen

Item # 4. Proffitt Rd: Road has washed btw 268 and 267; repair road when in the area.

[ Corrected Date:  7/29//4 Inspector: ¢ Andersn

Item# 5. Proffitt Rd. Culvert inlet'by 270 needs inlet protection reinstalled; rain has washed rip-rap and
blocked culvert outlet. Remove debris to restore flow.

[ Corrected Date: 9/  Inspector: (. Mdasi

ltem # 6. Prpf‘ﬁt Rd: Fill in rill erosion which has formed at 271/271 switch..

[ Corrected Date:  7/J0J) 4 Inspector: C. AndecSon

Item # 7. Proffitt Rd. Temporarilv’stabilize soil stock pile by 273 until ready for use.

[ Corrected Date:  2//7/14 Inspector: (YA

item # 8. Stony Point Rd. Culvert at entrance to 292 and 293 has partially blocked outlet. Remove sediment and ¢
to restore flow.

[J Corrected Date: 7/ &)/ Yinspector: O Arcleveen

item # 9. Remove blockage at culvert inlets between 303 and 304, 304 and 305 install additional
rip-rap at inlets and outlets where needed.

|
[ Corrected Date: ~7/28)/4) Inspector: A AnlerseN)

ltem # 10. Stoney Point Pass. SF between 317 and 318 has become overburdened with gravel from road
washing. Remove excess sediment and repair SF where necessary.

[ [ Corrected Date: ZJAS/)Y nspector: C. Ancorxn

ltem # 11. Right of way has eroded in multiple spots throughout line. Retrieve any gravel which has run off road
fill in rills where necessary. (LOW PRIORITY)

[V Corrected Date: ‘?,/M/‘/ Inspector: . Aryloreen

ltem #

[ ] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
ltem #

[ ] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:

00031751



Dominlon Electric Transmission Projects
E&S/VSMP Inspection Report

(7/1/2014)
Date of inspection: 0710114
General Information
Project: Hollymead TL Location: Charlottesvllle, VA
Inspector Cert. No.: RLD 40028
Inspection Schedule
Does the project drain to impaired waters? TN \f Yes, use Enhanced inspection Criteria
General Inspection Criteria: Enhanced Inspection Criteria:
Every 5 business days [ZI Every 4 business days
D Every 10 business days/Rainfall event C| Every 5 business days/Rainfall event
Rainfall Data Recording
Rainfall Monitoring Method (per site
rain gauge or named local
monitoring site: Weather Undergraund, KCHO (Ch
Rainfall Amounts:
Sunday Thursday
Monday Friday
Tuesday Saturday
Wednesday Previous 4/5 day total 012"
Stage of Construction
|:| Pre-Construction D Rough Grading
l:] Clearing & Grading El Finish Grading
l:l Access Installation 1 Final Stabilization
E&S Minimum Standards Y N NfA
1. Are all denuded areas stabilized? {MS-1) E B E
2. Are all required structural practices installed properly per plan? (M$-2,6,10)
3. Does permanent vegetation provide adequate stabilization? {MS-3) E B E
4. Have permiter sediment trapping facilities been constructed? (MS-4}
5. Are earthen control structures seeded and mulched? (M5-5) |: {Z D
6. Are all finished cut and fill slopes adequately stabllized? (MS-7) |: E D
7. Are all channels and outlets adequately stabilized? (MS-8,9,11,19) E E %
8. Is re-stabilization of in-stream construction complete? (M$-12,15) |:
9. Are in-stream construction EC properly installed? (MS$-13) E I: %
10. Are utilities trenches dewatered, backfilled and stabilized? {(MS-16) |:
11. Are construction entrances maintained and soil and mud being kept off public roads? {MS$-17) E E
12. Have all control structures no longer needed been removed and areas stabilized? (M5-18)
13. Are adjacent properties and waterways adequately protected? (MS-19) E E E
14. Have all deficiencies from previous inspections been addressed? X
15. Have there been any discharges since the time of last inspections? |: E D
Are wash waters occuring on this project? Y/N If so, Is the location designated on the plans? Y/N 7‘74—-—

ok Ay hwme

Pollution Prevention Plan Impl€mentation

1. Have there been any leaks or spills of fuels or chemicals?

2. Have there been any discharges of soaps, solvents, detergents or wash water?

3. Are vehicle washing activities located away from surface waters and stormwater inlets?
4. Are wash waters being directed into sediment basins, traps or filter devices?
5
6

Z
>

. Are discharges of fuels, oils, and other petroleum products being prevented?
. Have any other discharges from potential pollutant-generating activities occurred?

OE0000.,
HO00OEE=
OOEECOO

Corrective actions required: q AF d
Itam # 1.t Cross Timbers Rd. Silt fence alongside gravel portion of CE has become averburdened in several areas. Remove excess gravel from SF, \/ 7| 9& l a)\ 0 . efCJI\
L]

0 Comected Date: “3/ 7 Zf/¥Inspactor; Chrislina Anderson
(] L

No Deficiencies Certification [ The facility is in compliance with the SWPPP and this permit
Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)
“I certify under penalty of {aw that | have read and understood this document and that this document and all attachments were prepared in

accordance with a system designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on my
inquiry of the person ar-persons who manage the system, or those persons directly responsible for gathering the information, the information

submitted is, to thedest of my knowledge and belief, true, accurate, and complete. | am aware that there are significant penalties for submitting
false informationyinglid ment for knowing violations."
Signed: Title: Environmental Speclalist

Date: 07Moa S— L= Inspector's Phone Number: _757/692-8882

00031752



Corrective Actions Required (Description/Location)
Item # 2. Proffitt Rd. Silt fence on eastern side of stream crossing prior to structure 265 has collapsed. Repair
silt fence, stabilize denuded areas by stream crossing.

[V] Corrected Date: 7) &3VY nspector: (1. Andersin
Item # 3. Proffitt Rd: Road has washed btw 268 and 267; repair road when in the area.

[4 Corrected Date: 7/93//‘{ Inspector: . Andeen
Item# 4. Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed rip-rap and
blocked culvert outlet. Remove debris to restore flow.

[4 Corrected Date: 9/il JI Y Inspector: (1 Anrlerm
Item # 5. Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use.

[JCorrected Date: 9//7//4 Inspector:
item # 6. i - ert-at-entranceto 292 -and 293 has partially blocked outlet. Remove sediment and ¢
to restore flow.

[/] Corrected Date: 7/28//¢/ Inspector: (1. Axler&/)
Item # 7. Remove blockage at culvert inlets between 303 and 304, 304 and 305 install additional

rip-rap at inlets and outlets where needed.

[ Corrected Date: 7/2a)/Y Inspector: (7. Axlor<cn
Item # 8. SF below 304 on and Remove sediment side of road has collapsed and is overburdened with sediment,
Remove sgdiment and repair SF.

[U Corrected Date: 7/33)/Y Inspector: (" _Arvlecyn
ltem # 9. SF on easternmost side of 314 (below pad between 314 and 315) is overburdened and has collapsed.
Side of pad have eroded and formed multiple rills. Remove excess gravel, repair SF and fill in rills.

[\J"Corrected Date: 7/ D5)/9 Inspector: | A A~clersn
ltem # 10. Stoney Point Pass. SF between 317 and 318 has become overburdened with gravel from road
washing. Remove excess sediment and repair SF where necessary.

Corrected Date: Y2>)/Y Inspector. (. Aincloric”)

item # 11. Right of way has erotled fn multiple spots throughout Stoney Point Pass sections of TL. Retrieve any
| gravel which has run off road and fill in rills where necessary. (LOW PRIORITY)

[4 Corrected Date: G/////9 Inspector: ( Ahderson

Item #

[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:
ltem #

[ | Corrected Date: Inspector:
Item #

[ | Corrected Date: Inspector:

00031753



Dominion Electric Transmission Projects
E&S/VSMP Inspection Report

(7/1/2014)
Date of Inspection: 07116114
General Information
Project: Hollymeade TL Location: Chariottesvllle, VA
Inspector Cert. No.: RLD 40029
Inspection Schedule
Does the project drain to impaired waters? Y/N If Yes, use Enhanced Inspection Criteria
General Inspection Criterla: Enhanced Inspection Criteria:
Every 5 business days D Every 4 business days
D Every 10 business days/Rainfall event =] Every 5 business days/Rainfall event
Rainfall Data Recording
Rainfall Monitoring Method (per site
rain gauge or named local
monitoring site: Undergt KCHO Chark
Rainfall Amounts:
Sunday Thursday
Monday Friday
Tuesday Saturday
Wednesday Previous 4/5 day total 0.71"
Stage of Construction

D Pre-Construction |____| Rough Grading

|:] Clearing & Grading E Finish Grading

D Access Installation El Final Stabilization
E&S Minimum Standards Y N N/A
1. Are all denuded areas stabilized? (MS-1) E z E
2. Are all required structural practices Installed properly per plan? (M5-2,6,10) ||
3. Does permanent vegetation provide adequate stabilization? (MS-3} % E %
4, Have permiter sediment trapping facilities been constructed? (MS-4)
5. Are earthen control structures seeded and mulched? {MS-5) ; B
6. Are all finished cut and fill slopes adequately stabillzed? (MS-7) [ ] (% |
7. Are all channels and outlets adequately stabllized? (MS-8,9,11,19) B Z D
8. Is re-stabillzation of in-stream construction complete? (MS-12,15) | |
9, Are in-stream construction EC properly installed? (MS-13) E B
10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)
11. Are construction entrances maintained and soil and mud being kept off public roads? (MS-17) % E %
12. Have all control structures no longer needed been removed and areas stabilized? (MS-18)
13, Are adjacent properties and waterways adequately protected? (MS-19) % % D
14. Have all deficiencies from previous inspections been addressed? E:l
15. Have there been any discharges since the time of last inspections? |:| E l:l

<
~
-4

Are wash waters occuring on this project? Y/N If so, is the location designated on the plans?

Pollution Prevention Plan Implementation

. Have there been any leaks or spills of fuels or chemicals?

. Have there been any discharges of soaps, solvents, detergents or wash water?

. Are vehicle washing activities located away from surface waters and stormwater inlets?
. Are wash waters being directed Into sediment basins, traps or filter devices?

. Are discharges of fuels, oils, and other petroleum products being prevented?

. Have any other discharges from potential pollutant-generating activities occurred?

2
~
»

OE0000.
HO0O0FE-=
OOEEOO

o R WN R

Corrective actions required: ‘{ m
ltem # 1.Cross Timbars Rd. Slit fence alongside gravel portion of CE has bacome ovarburdened in several areas. Remove excess gravel from SF. ./ Z ‘ QQ a"

Item # 2 Proffitt Rd: Road has washed btw 268 and 267; repalr road when In the area. |/ 7/2}2//9 M
[ [
No Deficiencies Certification [ The facility is in compliance with the SWPPP and this permit

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

*| certify under penalty of law that | have read and understood this document and that this document and all attachments were prepared in
accordance wil ystem designed to assure that qualified personnel properly gathered and evaluated the information submitted. Based on my
inquiry of th¢persdn or persons who manage the system, or those persons directly responsible for gathering the information, the information
submitted, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are significant penalties for submitting

false infofmatio 10551ty e and imprisonment for knowing violations."
Signed: Title: Environmental Speciallst

Date: ON1614 " —= \_’/ Inspector's Phone Number; _757/6928882
i
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Corrective Actions Required (Description/Location)

Item #03: Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed rip-rap and blocked culvert outlet. Remove debris to restore flow.

[ Corrected Date: 7///y4  Inspector. (' Andesen

[tem #04: Proffitt Rd. Temporarily stabliize soil stock pile by 273 untll ready for use.

[ Corrected Date: 7//7/4  Inspector: (. MA

Item #05: Riverview Farm. Road has had minor washing between structures 277 and 276. Relrieve gravel which has run off of road and fill i rills.

P Corrected Date: €JZ01¥  Inspector: (!

Item #06: Stony Point Rd. Culvert at entrafice to 292 and 293 has partially blocked outlet. Remove sediment and debris to restore flow.

[1 Corrected Date: Inspector:

Item #07. Remove blockage at culvert inlels between 303 and 304, 304 and 305 install addilional rip-rap at infets and outlets where needed.

[ Corrected Date: 7/95//4 Inspector. (. Anderscn

itermn #08: SF below 304 by culvert on North side of road has collapsed and is overburdened wisediment. Remove sediment and repair SF.

[ Corrected Date: 7/ 8)/4 Inspector: (.. ApdlorseH

Item #09: SF on easternmost side of 314 (below pad between 314 and 315) Is overburdenad and has collapsed. Pad has eroded. Remove excess gravel, repalr SF and fill in flis.

[ Corrected_Date: 2/OB)/ Inspector:  C_Arlersn eecetrdroPryed

Item #10: Stabliize denuded slope across from structure 326. 4]

[ Corrected Date: 7/28)/9 _Inspector: (. Anderscy

Item #11: SEbetween 317 and 318 has become overburdened with gravel from road washing. Remove excess sediment and repair SF where necessary.
7 Lo

[} Corrected Date: ‘3/6’5/" 7 Inspector: (. Aorlecso)

Hem #12 ng!u,ul’wa‘_.r has eroded in multiple spots Woughnm Stonay Polint Pass sectlons of TL. Retrleve any gravel which has run off road and fill In ritis where necessary. (LOW PRIORITY)

[ Corrected Date: 7//7//4 Inspector: @ mA

Item #

[l Corrected Date: Inspector:
Item #

[J Corrected Date: Inspector:
Item #

] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
Item #

[7] Corrected Date: Inspector:
Item #

[] Corrected Date: Inspector:
Item #

7] Corrected Date: Inspector:
Item #

[ ] Corrected Date: Inspector:
ltem #

[[] Corrected Date: Inspector:
ltem #

[T] Corrected Date: Inspector:
ltem #

[[] Corrected Date: Inspector:
ltem #

[] Corrected Date: Inspector:

00031755




. e ; s e . Date/Time of Inspection:
Dominion Electric Transmission Projects P

E&S/VPDES Inspection Report 07/22/14 1446
(7116/2014)

General information
Project: Hollmead TL Re-Build Location: Charlottesville, VA
Are proper site postings in place? X | Yes 0 | No (Describe below)
Is the SWPPP accessible onsite? X | Yes O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
O | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)

O | Every 5 business days X| Every 4 business days

O | Every 10 business days/Rainfall event O /| Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: National Weather Service; KCHO (Charlottesville)

/Date & rainfall amount of the last measurable storm event (inches): 7/20/14 0.06"

Stage of Construction

O | Pre-Construction O | Access Installation X | Finish Grading

O | Clearing & Grading O | Rough Grading X | Final Stabilization

E&S Minimum Standards

£
>

01. Are all denuded areas stabilized? (MS-1)

02. Are all required structural practices installed properly per plan? (MS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

X|O|O|o|0|o|oiQ

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

]

09. Are in-stream construction EC properly installed? (ms-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12. Have all control structures no longer needed been removed & areas stabilized? (MS-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)

et T () ol ] o ] P 2 A D D Y

14. Have all deficiencies from previous inspections been addressed?

Ololx|oix|O|O|o|0|0|x || C{E|0]=<

O|a|oriox

24

15. Have there been any discharges since the time of last inspections?

Pollution Prevention Plan Implementation

£
>

(*Note: If Yes is selected for the following, location is to be marked in the SWPPP)

01. Are wash waters occurring on this project?
02. Is the location designated on the plan?
03. I so, is this activity located away from surface waters & stormwater inlets?

i
|

X Xik|=<
Oinij=

O
)
O |aioio

04. Are wash waters being directed into filter devices?

05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or
detergents from or in assoclation with wash water, fuels, oils or other petroleum products?

O
X
a

7/22/2014 00031752



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

[ Project: Hollymeade TL [ Location: Charlottesville VA B
06. Any location(s) of control measure(s) that failed to operate as designed or proved alsl o

inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the olm!| o
time of inspection?

08. Any disturbance outside the approved plan or permitted site area? o|x| O

summarized Overall Findings
Rehabilitation measures have been initiated on the Hollmead TL. The Worth Crossing, Cross Timbers, Water |
Crest Road, Proffitt Rd (West) and November Hill Farms areas have all been seeded and mulched.

E&S coordinator has informed me that Proffitt Rd (East) and Riverview Farm entrances are scheduled
as next entrances for rehabilitation.

List numerically any corrective actions required (including control measures requirin maintenance):

Correction
# | Description (with prescribed fix) Date Initial
Profitt Rd: Right of way has minor washing between structures 267 and 268.
1 Retrieve gravel which has run off of road and fill in rills. i/ QZ/ Y B
Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed .
2 | rip-rap and blocked culvert outlet. Remove debris to restore flow. ame  lemp
3 | Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use. 7N |G
Riverview Farm. Road has had minor washing between structures 277 and 276. ,
4 | Retrieve gravel which has run off of road and fill in rills. ﬂla’d‘, CAQL
Stony Point Rd. Culvert at entrance to 292 and 293 is partially blocked. Remove _;C/S%\%
5 | sediment and debris to restore flow install additional rip-rap as needed.
Pad between 314 and 315 has eroded. Remove excess gravel, repair SF and fill in
6 | rils g/ujd lemA
SSF between 317 and 318 has become overburdened with gravel from road
7 | washing. Remove excess sediment and repair SF where necessary. 7;} &E}lq
8 | Stabilize denuded slope across from structure 326 7/2'6/ K4 AN

No Deficiencies Certification
[The fadility is in compliance with the SWPPP and this VPDES permit: | O | Yes (= [No |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsibie for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): Chrigting?\nderson Date:07/22114
Signed: [/ L <>— Phone: 757/692-8882

| Signed: ¢ ‘ o

Title/Cert. No. (if applicable):RLD 40029 f/ AvOaame\ Q{u\p\,g\l(j,

7/22/2014 00031%@';2



- . g . Date/Time of Inspection:
Dominion Electric Transmission Projects P

E&S/VPDES Inspection Report 07/28/14 1316
(7/16/2014)
General Information -
moject: Hollmead TL Re-Build Location: Charlottesville, VA
Are proper site postings in place? X | Yes O [ No (Describe below)
Is the SWPPP accessible onsite? X | Yes O | No (Describe below)
'I_nspectlon Schedule: Does the project drain to impaired waters?
O | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)
O | Every 5 business days X| Every 4 business days
O [ Every 10 business days/Rainfall event 0| Every 5 business days/Rainfall event _J

Rainfall Data Recording
Onsite rain gauge or named local monitoring site: National Weather Service; KCHO (Chariottesville)
/Date & rainfall amount of the last measurable storm event (inches): 7/27/14 0.21"

Stage of Construction
O | Pre-Construction O | Access Installation

L1 | Clearing & Grading L | Rough Grading

E&S Minimum Standards

X

Finish Grading
Final Stabilization

X

01. Are all denuded areas stabilized? (MS-1)

02. Are all required structural practices installed properly per plan? (MS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)
12. Have all control structures no longer needed been removed & areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since the time of last inspections?

XIRIOO0IC00RRIO|DIK IR |2

D|0[®(O(x(0(0(0|0|o0|x|x|o|o|o]<
Il [ml b b o e o o o o i

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y| N| NA
01. Are wash waters occurring on this project? X|O| O
02. Is the location designated on the plan? O J
03. If 50, is this activity located away from surface waters & stormwater inlets? X|O| O
04. Are wash waters being directed into filter devices? Olx| O
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or 0| s O

detergents from or in association with wash water, fuels, oils or other petroleum products?

7/28/2014 0093#%58



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

| Project: Hollymeade TL ] Location: Charlottesville VA
06. Any location(s) of control measure(s) that failed to operate as designed or proved 0l 0
inadequate or inappropriate for a particular location?
07. Any location(s) where any additional control measure is needed that did not exist at the 0l = 0
time of inspection? =
08. Any disturbance outside the approved plan or permitted site area? 0O X O

Summarized Overall Findings

Rehabilitation measures have been initiated on the Hollmead TL. The Worth Crossing, Cross Timbers, Water
Crest Road, Proffitt Rd (West) and November Hill Farms areas have all been seeded and muliched.

Riverview Farm rehab has started this week. Timber mats at back end of entrance are being removed.

Proffitt Rd (East) rehabilitation is scheduled to commence within the next few weeks.

Timber mats at Cindy Lane being removed.

Stony Point Laydown Yard, re-graded and re-graveled.

List numerically any corrective actlons required (including control measures requiring maintenance):

Correction

# | Description (with prescribed fix) Date Initial
Profitt Rd: Right of way has minor washing between structures 267 and 268.

1 | Retrieve gravel which has run off of road and fill in rills. 7/28/14 CMA
Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed

2 | rip-rap and blocked culvert outlet. Remove debris to restore flow. Y\ mh

3 | Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use. SHWE @A
Riverview Farm. Road has had minor washing between structures 277 and 276. i

4 | Retrieve gravel which has run off of road and fitl in rills. B}QDH
Stony Point Rd. Culvert at entrance to 292 and 293 is partially blocked. Remove i -

5 | sediment and debris to restore flow install additional rip-rap as needed. 2 2319 lomA
November Hill Farm. SF Below structure 301 is overburdened with sediment. ,

6 | Remove excess sediment and repair fence. q/ 23 / Al Gk
November Hill Farm. Temporarily stabilize denuded areas adjacent to road between ‘.

7 | structures 304 and 305. Y/2 4 | o
Stony Point Pass. Temporarirly stabilize denuded areas between structures 312 and

8 1314 w7/ A

9 | Pad between 314 and 315 has eroded,fill in rills IGMIM - AA
SSF between 317 and 318 has become overburdened with gravel from road

10 | washing. Remove excess sediment and repair SF where necessary. U211 | A

11 | Stabilize denuded slope across from structure 326 7/28/14 CMA

No Deficiencies Certification

[ The fadility is in compliance with the SWPPP and this VPDES permit: | 0 | ves [®[No |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

7/28/2014 00034759



Name (Printed): @hristina Anderson__

Date:07/28/14

Phone: 757/692-8882

=7
Signed: /
Title/Cert No (I applicable):RLD 40029 ,/

Fnvivonnenia) Q{\Ir’ oliSH

7/28/2014
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. . .. . Date/Time of Inspection:
Dominion Electric Transmission Projects P

E&S/VPDES Inspection Report 08/01/14 1:40pm
(8/01/2014)

General Information

Project: Holimead TL Re-Build Location: Charlottesville, VA

Are proper site postings in place? X | Yes 0 | No (Describe below)

Is the SWPPP accessible onsite? X | Yes O | No (Describe below)

Inspection Schedule: Does the project drain to impaired waters?

O | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)

O | Every 5 business days X[ Every 4 business days

O | Every 10 business days/Rainfall event | Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: National Weather Service; KCHO (Charlottesville)

/Date & rainfall amount of the last measurable storm event (inches): 0.00 Inches

Stage of Construction

O | Pre-Construction 0O | Access Installation X | Finish Grading

O [ Clearing & Grading O | Rough Grading X | Final Stabilization

E&S Minimum Standards

N/A

01. Are all denuded areas stabilized? {MS$-1)

02. Are all required structural practices instalied properly per plan? (MS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12. Have all control structures no longer needed been removed & areas stabilized? (MS-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)

XOOOodoONXONKKX|Z

14. Have all deficiencies from previous inspections been addressed?

X

O0XOXKOOOO0DXKXKOOIO=
O0o0ox0ONKKIOOODOOO0O

15. Have there been any discharges since the time of last inspections?

Poliution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP)

01. Are wash waters occurring on this project?
02. Is the location designated on the plan?
03. If so, is this activity located away from surface waters & stormwater inlets?

O [x |=|=(<
= |0|ojolz

-z
ajfalfalfz]:

04. Are wash waters being directed into filter devices?

05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

O
X
O

00031761
8/1/2014 1of3



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

Project: Hollymeade TL

| Location: Charlottesville VA

06. Any location(s) of control measure(s) that failed to operate as designed or proved olml o
inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the 0l = O
time of inspection?

08. Any disturbance outside the approved plan or permitted site area? O X O

Summarized Overall Findings

Timber mats at Cindy Lane removed.

Proffitt Rd (East) rehabilitation is scheduled to commence within the next few weeks.

List numerically any corrective actions required (including control measures requiring maintenance):

Correction
# | Description (with prescribed fix) Date Initial
1 | Water Crest. Repair or replace SF near structure 262. 7/ Y [
2 | Proffitt Rd. Repair or replace SF near structures 270 and 271 ‘}/f{/ﬂ/ ? 1A
3 | Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use. S | e
4 Riverview Farm. Straw and seed around structure 280. W?//q (’M
5 | Cindy Ln. SF down near Structure 284 behind removed TM pile / 6444
November Hill Farm. SF Below structure 301 is overburdened with sediment.
6 | Remove excess sediment and repair fence. 2 23)/9 | oan-
November Hill Farm. Stabilize denuded areas adjacent to road between structures 3
7 | 304 and 305. U2 | e
Stony Point Road/Pass. Near structure 311, stabilize slope with EC matting or re- y |
8 | straw and seed. 9/ 25/4 A
Stony Point Pass. Temporarirly stabilize denuded areas between structures 312 and
9 | 314. Wil ey
10 | Pad between 314 and 315 has eroded, fill in rills Qa4 OMma |
SSF between 317 and 318 has become overburdened with gravel from road "
11 | washing. Remove excess sediment and repair SF where necessary. ﬂQSM cua
No Deficiencies Certification
[ The facility is in compliance with the SWPPP and this VPDES permit. | X | Yes | INo |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)
“| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): Nol
Signed:

Date:08/01/14

Phone: 610-731-4396
00031702
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Title/Cert. No. (if applicable):RLD 42190

00031763
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General Information

Dominion Electric Transmission Projects

E&S/VPDES Inspection Report

(7/16/2014)

Date/Time of Inspection:
08/07/14 1343

Project: Hollmead TL Re-Build

Location: Charlottesville, VA

Are proper site postings in place? X | Yes O | No (Describe below)
Is the SWPPP accessible onsite? X | Yes O | No (Describe helow)

Inspection Schedule: Does the project drain to impaired waters?

O

No (Select General Inspection Criteria) P

Yes (Select Enhanced Inspection Criteria)

O | Every 5 business days

X

Every 4 business days

O | Every 10 business days/Rainfall event

|

Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: National Weather Service, KCHO (Charlottesville)

/Date & rainfall amount of the last measurable storm event (inches): 8/01/14 0.06”

Stage of Construction

O

Pre-Construction

O | Access Installation

X

Finish Grading

O

Clearing & Grading

O | Rough Grading

X

Final Stabilization

E&S Minimum Standards

01.

Are all denuded areas stabilized? (MS-1)

02.

Are all required structural practices installed properly per plan? (MS-2,6,10)

03.

Does permanent vegetation provide adequate stabilization? {(MS-3)

Oo[o|d)=<

04.

Have perimeter sediment trapping facilities been constructed? (MS-4)

X

05.

Are earthen control structures seeded and mulched? (MS-5)

06.

Are all finished cut and fill slopes adequately stabilized? {MS-7)

07.

Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08.

Is re-stabilization of in-stream construction complete? (MS-12,15)

09.

Are in-stream construction EC properly installed? (MS-13)

10.

Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11.

Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12.

Have all control structures no longer needed been removed & areas stabilized? (MS-18)

13,

Are adjacent properties and waterways adequately protected? (MS-19)

14,

Have all deficiencies from previous inspections been addressed?

15,

Have there been any discharges since the time of last inspections?

xlx|(olololololn|k|x| oo x|x|x|=z
DDDEDEE%DDDDDDD%

OO0XOXROO0d| DX

Pollution Prevention Plan Implementation

(*Note: If Yes is selected for the following, location is to be marked in the SWPPP)

01. Are wash waters occurring on this project?
02. Is the location designated on the plan?

03. If so, is this activity located away from surface waters & stormwater inlets?

04. Are wash waters being directed into filter devices?

X
® ([OO0=2
e
O |0ioj0|s

05, Are there any prohibited discharges including, but not limited to, soaps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

|
X
O

8/7/2014

0003 o4



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

rProject: Hollymeade TL | Location: Charlottesville VA 4]

l706. Any location(s) of control measure(s) that failed to operate as designed or proved O | x O
inadequate or inappropriate for a particular location?
07. Any location(s) where any additional control measure is needed that did not exist at the Ol = 0
time of inspection?

Ii& Any disturbance outside the approved plan or permitted site area? 0| X O

Summarized Overall Findings

Rehabilitation measures have been initiated on the Holimead TL. The Worth Crossing, Cross Timbers, Water
Crest Road, Proffitt Rd (West) , Riverview Farm, and part of the November Hill Farms areas have all been
seeded and mulched.

Proffitt Rd (East) rehabilitation is scheduled to commence within the next few weeks.
Timber mats at Cindy Lane and Hayground Cottage Entrances have been removed.
Stony Point Laydown Yard, re-graded and re-graveled.

]

List numerically any corrective actions required (including control measures requﬁr]‘g_maintenance):

Correction

# | Description (with prescribed fix) Date Initial
Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed

1 | rip-rap and blocked culvert outlet. Remove debris to restore flow. 9'/11 _ﬂlll O |

2 | Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use. /Y | Mt |
Stabilize denuded areas left by timber mate removal at Cindy Lane and Hayground 0

3 | Cottage areas. g’&SIl‘I OMA
Stony Point Rd. Culvert at entrance to 292 and 293 is partially blocked. Remove C

4 | sediment and debris to restore flow install additional rip-rap as needed. 1ofl6 1Y | car
November Hill Farm. SF Below structure 301 is overburdened with sediment. 9 / 13//7 amA

6 | Remove excess sediment and repair fence.

November Hill Farm. Temporarily stabilize denuded areas adjacent to road between | ¢ /2 g//(, M-
7 | structures 304 and 305. |
November Hill Farm. Stabilize denuded areas upslope of structure 311 where grass 9/ 7 3/,«/ ol
8 | did not take.

Stony Point Pass. Temporarily stabilize denuded areas between structures 312 and

9 |314. YN
10 | Pad between 314 and 315 has eroded; fil in ills giily Ok
SSF between 317 and 318 has become overburdened with gravel from road o
11 | washing. Remove excess sediment and repair SF where necessary. g/éb)!q 0
No Deficiencies Certification
[ The fadility is in compliance with the SWPPP and this VPDES permit.___| O | Yes (=[N0 |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Regresentative)
"| certify under penalty of law that | have read and understood this document and that this document and all

attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

8/7/2014 00031263 3



Date:08/07/14

Name (Pripted): Christira-Agdeseofi
 signea: (1 /N~

Phone: 757/692-8882

Title/Cert™G. (if applicable):RLD 40020/ E\\jymmm_g(n‘h\i st

8/7/2014
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- g = n . Date/Time of Inspection:
Dominion Electric Transmission Projects ' e

E&S/VPDES Inspection Report 08/13/14 1505
(7/16/2014)

General Information
Project; Hollmead TL Re-Build Location: Charlottesville, VA
Are proper site postings in place? X | Yes O | No (Describe below)
is the SWPPP accessible onsite? X | Yes O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
0O | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)

O | Every 5 business days X| Every 4 business days

0O | Every 10 business days/Rainfall event 0| Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: National Weather Service; KCHO (Charlottesville)

/Date & rainfall amount of the last measurable storm event (inches): 8/12/14 1.09

Stage of Construction

O | Pre-Construction 0O | Access Installation X | Finish Grading
O | Clearing & Grading O | Rough Grading X | Final Stabilization
E&S Minimum Standards

Y [ N]| NA
01. Are all denuded areas stabilized? (MS-1) Oo|x| O
02. Are all required structural practices installed properly per plan? (MS-2,6,10) O O
03. Does permanent vegetation provide adequate stabilization? (MS-3) O O
04. Have perimeter sediment trapping facilities been constructed? (MS-4) o o
05. Are earthen control structures seeded and mulched? (MS-5) o) 4
06. Are all finished cut and fill slopes adequately stabilized? (MS-7) | O
07. Are all channels and outlets adequately stabilized? (Mms-8,9,11,19) O O
08. |s re-stabilization of in-stream construction complete? (MS-12,15) O|d X
09. Are in-stream construction EC properly installed? (MS-13) al|a X
10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16) a|d X
11. Are construction entrances maintained and public roads free of soil & mud? (MS-17) o O
12. Have all control structures no longer needed been removed & areas stabilized? (MS-18) | OO | O
13. Are adjacent properties and waterways adequately protected? (MS-19) af o
14. Have all deficiencies from previous inspections been addressed? O X O
15. Have there been any discharges since the time of last inspections? O(x| O
Pollution Prevention Plan Implementation
(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y| N| NA
01. Are wash waters occurring on this project? al| O
02. Is the location designated on the plan? =|O| O
03. If so, is this activity located away from surface waters & stormwater inlets? X|O| O
04. Are wash waters being directed into filter devices? O O
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or 0l m O
detergents from or in association with wash water, fuels, oils or other petroleum products?

8/13/2014 00031747



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

Project: Hollymeade TL | Location: Charlottesville VA

06. Any location(s) of control measure(s) that failed to operate as designed or proved Ol = 0O
inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the Olxg| o
time of inspection?

08. Any disturbance outside the approved plan or permitted site area? O x O

Summarized Overall Findings

been hydroseeded.

Rehabilitation measures have been initiated on the Hollmead TL. The Worth Crossing, Cross Timbers, Water
Crest Road, Proffitt Rd (West) , Riverview Farm, and part of the November Hill Farms areas have all been
seeded and mulched. Structures 326-340 have been rehabbed, no vehicle traffic past structure 339, area has

Proffitt Rd (East) rehabilitation is scheduled to commence within the next few weeks.

Timber mats at Cindy Lane and Hayground Cottage Entrances have been removed.

Stony Point Laydown Yard, re-graded and re-graveled.

List numerically any corrective actions required (including control measures requiring maintenance):

7 structures 304 and 305.

Correction
# | Description (with prescribed fix) Date Initial
Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed
1 rip-rap and blocked culvert outlet. Remove debris to restore flow. <7/// j/q
2 | Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use. 9’//’7//‘/
Stabilize denuded areas left by timber mate removal at Cindy Lane and Hayground .
3 | Cottage areas. X’o?Sll‘/
Stony Point Rd. Culvert at entrance to 292 and 293 is partially blocked. Remove )
4 | sediment and debris to restore flow install additional rip-rap as needed. Joffe /M
November Hill Farm. SF Below structure 301 is overburdened with sediment. /S L
6 | Remove excess sediment and repair fence.
November Hill Farm. Temporarily stabilize denuded areas adjacent to road between |9/ 23//4

8 did not take.

November Hill Farm. Stabilize denuded areas upslope of structure 311 where grass

7/ 25/

9 | 314

Stony Point Pass. Temporarily stabilize denuded areas between structures 312 and

SN

10 | Pad between 314 and 315 has eroded; fill in rills

Qg

SSF between 317 and 318 has become overburdened with gravel from road

SNBSS

11_| washing. Remove excess sediment and repair SF where necessary. X I &SM
No Deficiencies Certification
| The facility is in compliance with the SWPPP and this VPDES permit: [ O | ves @ [No |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

knowing violations."

"| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for

8/13/2014

00031768



Date:08/13/14

Name (Printed): Chrigti

Phone: 757/692-8882

Signed: ([
Titie/Cert. No. (i applicable):RLD 40029 /

Fnwdnnwenyc) S(Ipr'.diﬁ‘;

8/13/2014
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- . I . Date/Time of Inspection:
Dominion Electric Transmission Projects ' pecho

E&S/VPDES Inspection Report 08/19/14 1136
(7/16/2014)

General Information
Project: Hollmead TL Re-Build Location: Charlottesville, VA ]
Are proper site postings in place? X | Yes O | No (Describe below)
Is the SWPPP accessible onsite? X | Yes O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
O | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)

O | Every 5 business days X| Every 4 business days

O | Every 10 business days/Rainfall event 00| Every 5 business days/Rainfall event
Rainfall Data Recording
Onsite rain gauge or named local monitoring site: National Weather Service; KCHO (Charlottesville)
/Date & rainfall amount of the last measurable storm event (inches): 8/12/14 1.09

Stage of Construction

O | Pre-Construction O | Access Installation X | Finish Grading
O | Clearing & Grading O | Rough Grading X | Final Stabilization
E&S Minimum Standards

Y | N| NA
01. Are all denuded areas stabilized? (MS-1) O [
02. Are all required structural practices installed properly per plan? (MS-2,6,10) O X ]
03. Does permanent vegetation provide adequate stabilization? (MS-3) 0 O
04. Have perimeter sediment trapping facilities been constructed? (MS-4) oy o
05. Are earthen control structures seeded and mulched? (MS-5) ao| O
06. Are all finished cut and fill slopes adequately stabilized? (MS-7) 0| X O
07. Are all channels and outlets adequately stabilized? (ms-8,9,11,19) O O
08. |s re-stabilization of in-stream construction complete? (mS-12,15) 0| ad
09. Are in-stream construction EC properly installed? (MmsS-13) o|o| X
10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16) ol d
11. Are construction entrances maintained and public roads free of soil & mud? (MS-17) o O
12. Have all control structures no longer needed been removed & areas stabilized? (M$-18) | [0 | [J
13. Are adjacent properties and waterways adequately protected? (MS-19) O] o
14. Have all deficiencies from previous inspections been addressed? O X O
15. Have there been any discharges since the time of last inspections? 0| X O
Pollution Prevention Plan Implementation
(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y | N| NA
01. Are wash waters occurring on this project? O O
02. s the location designated on the plan? = O
03. If so, is this activity located away from surface waters & stormwater inlets? O O
04. Are wash waters being directed into filter devices? EI O
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or 0l s 0
detergents from or in association with wash water, fuels, oils or other petroleum products?

8/19/2014 000317493



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

|_Project: Hollymeade TL l Location; Charlottesville VA j
‘?6. Any location(s) of control measure(s) that failed to operate as designed or proved ol = O

inadequate or inappropriate for a particular |ocation?

07. Any location(s) where any additional control measure is needed that did not exist at the

. . . O | X O
time of inspection?
08. Any disturbance outside the approved plan or permitted site area? [ > O J

summarized Overall Findings

Rehabilitation measures have been initiated on the Hollmead TL. The Worth Crossing, Cross Timbers, Water
Crest Road, Proffitt Rd (West) , Riverview Farm, and part of the November Hill Farms areas have all been
seeded and mulched. Structures 326-340 have been rehabbed, no vehicle traffic past structure 339, area has
been hydroseeded.
Proffitt Rd (Eas_t)_rehabilitation is scheduled to commence within the next few weeks.
Timber mats at Cindy Lane and Hayground Cottage Entrances have been removed.

Stony Point Laydown Yard, re-graded and re-graveled.

List numerically any corrective actions required (including control measures requlﬂr%g_maintenance):

Correction
# | Description (with prescribed fix) Date Initial
Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed
1 | rip-rap and blocked culvert outiet. Remove debris to restore flow. ‘7//}//‘/ CMA
o | Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use. S lam

3 | Cottage areas.
Stony Point Rd. Culvert at entrance to 292 and 293 is partially blocked. Remove

Stabilize denuded areas left by timber mate removal at Cindy Lane and Hayground ! 'IV
|3

4 | sediment and debris to restore flow install additional rip-rap as needed. je [[5[/9! CAA-
November Hill Farm. SF Below structure 301 is overburdened with sediment. 9 / z?/;q AN
6 Remove excess sediment and repair fence.

November Hill Farm. Temporarily stabilize denuded areas adjacent to road between

7 | structures 304 and 305. 9/ 2314 | oMt

November Hill Farm. Stabilize denuded areas upslope of structure 311 where grass

8 | did not take. /2 34 cem

Stony Point Pass. Temporarily stabilize denuded areas between structures 312 and

o |314. /)4 | oA

10 | Pad between 314 and 315 has eroded; fill in rills Q/HII‘/ CMA
SSF between 317 and 318 has become overburdened with gravel from road n

washing. Remove excess sediment and repair SF where necessary. Rehabilitation \ /

11 | of this area is currently in progress. 5/&7 1Y %

No Deficiencies Certification
[ The facility is in compliance with the SWPPP and this VPDES permit.___ | O | Yes (= [No |

Signatory Confirmation (Si ned by the Permit Holder or Duly Authorized Re resentative
"| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and eval uated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for

8/19/2014 0003173 #f3




knowing violations."

Name (Pnnt_ed) Christina Anderson

Date:08/19/14

| signed: /A A==

Phone: 757/692-8882

Title/Cert. No. (if applicable):RLD 40029 /&Mmqnmml_S(m(_Qbﬂ

8/19/2014

00033 943




- i . . Date/Time of Inspection:
Dominion Electric Transmission Projects pect

E&S/VPDES Inspection Report 08/25/14 1053
(7116/2014)

General Information
Project: Hollmead TL Re-Build Location: Charlottesville, VA
Are proper site postings in place? X | Yes O | No (Describe below)
Is the SWPPP accessible onsite? X | Yes O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
O | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)

O | Every 5 business days Every 4 business days

O | Every 10 business days/Rainfall event 0| Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: National Weather Service; KCHO (Charlottesville)

/Date & rainfall amount of the last measurable storm event (inches): 0.05” 8/24/14

Stage of Construction

O | Pre-Construction O | Access Installation X | Finish Grading
O | Clearing & Grading O | Rough Grading X | Final Stabilization
E&S Minimum Standards

N/A

01. Are all denuded areas stabilized? (Ms-1)

02. Are all required structural practices installed properly per plan? (MmS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12. Have all control structures no longer needed been removed & areas stabilized? (MS-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)

g|ololojo|o|o|x|r|D|O0|X (XK=

14. Have all deficiencies from previous inspections been addressed?

OloIx|ojx|o|o|o|o|O|x|x |00 d|=<
ololojr|o|x|x|x|C{O|O|0|C| 0|10

X

15. Have there been any discharges since the time of last inspections?

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y| N| NA
01. Are wash waters occurring on this project? o o
02. Is the location designated on the plan? XU O
03. If so, is this activity located away from surface waters & stormwater inlets? O O
04. Are wash waters being directed into filter devices? O|x| O
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or 0| = 0

detergents from or in association with wash water, fuels, oils or other petroleum products?

L

8/25/2014 1of3
00031773



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

I_Project: Hollymeade TL ‘ Location: Charlottesville VA

06. Any location(s) of control measure(s) that failed to operate as designed or proved 0| = 0
inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the Ol = 0
time of inspection?

08. Any disturbance outside the approved plan or permitted site area? 0| X l O J

Summarized Overall Findings

339, area has been hydroseeded.

Rehabilitation measures have been initiated on the Holimead TL. The Worth Crossing, Cross Timbers, Water
Crest Road, Proffitt Rd (West),Cindy Lane, and Riverview Farm, and part of the November Hill Farms areas
have all been seeded and muiched. Structures 326-340 have been rehabbed, no vehicle traffic past structure

Proffitt Rd (East) rehabilitation is scheduled to commence within the next few weeks.

Timber mats at Cindy Lane and Hayground Cottage Entrances have been removed,

Stony Point Laydown Yard, re-graded and re-graveled.

List numerically any corrective actions required (including control measures requiring maintenance):

Correction
# | Description (with prescribed fix) Date Initial
Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed
1 | rip-rap and blocked culvert outlet. Remove debris to restore flow. ?///,/4 MA
2 | Proffitt Rd. Fill in rills which have forned between 272 and 273 in right of way. UNY | easr |
3 | Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use. SNy | a4
Stony Point Rd. Culvert at entrance to 292 and 293 is partially blocked. Remove 4
4 | sediment and debris to restore flow install additional rip-rap as needed. o [/6fi4 |omr
November Hill Farm; re-seed and mulch denuded areas btw 296 and 300 where ’
5 | grass did not take. loJlelm | Cm4
November Hill Farm. SF Below structure 301 s overburdened with sediment. 9/2 3//(/ oMA
6 | Remove excess sediment and repair fence.
November Hill Farm. Temporarily stabilize denuded areas adjacent to road between 9/ z j/g CAA
7 | structures 304 and 305.
November Hill Farm. Stabilize denuded areas upslope of structure 311 where grass ?/ ?,’%//C/ )
8 | did not take.
Stony Point Pass. Temporarily stabilize denuded areas between structures 312 and
9 |314. Wil | My
10 | Pad between 314 and 315 has eroded; fil in rills T4 1ems
No Deficiencies Certification
[The facility is in compliance with the SWPPP and this VPDES permit [ O | Yes [ [Nno |

Signatory Confirmation (Signed
"| certify under penalty of law that

manage the system, or those persons directly responsible for gathering the information,

knowing violations."

by the Permit Holder or Duly Authorized Re resentative
I have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penaities for submitting false information, including the possibility of fine and imprisonment for

8/25/2014
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Name (Pripted): Chrjstina Andersert Date:08/25/14

| signed: / 1] / }{ | | Phone: 757/692-8882

7

Title/Cert-Kio. tf appiicable):RLD 40020 / Frnpnngiel ‘%md;&}

8/25/2014 000 33]
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- . . . Date/Time of Inspection:
Dominion Electric Transmission Projects 5

E&S/VPDES Inspection Report 08/29/14 1237
(7/16/2014)

General Information

’Pro’ect: Holimead TL Re-Build
No (Describe below

Yes 0O | No (Describe below

Inspection Schedule: Does the project drain to impaire

ters?
E No (Select General Inspection Criteria = | Yes (Select Enhanced Inspection Criteria
- Every 4 business days
”Eve 5 business days/Rainfall event

Rainfall Data Recording
or named local

stage of Construction
E Pre-Construction m Access Installation W
E Clearing & Grading m Rough Grading 5 | Final Stabilization

E&S Minimum Standards

Y | N | N/A
01. Are all denuded areas stabilized? (MS-1) 0| & O
02. Are all required structural practices installed properly per plan? (MS-2,6,10) Oolx| O
03. Does permanent vegetation provide adequate stabilization? (mS-3) O O
04. Have perimeter sediment trapping facilities been constructed? (MS-4) g B
05. Are earthen control structures seeded and mulched? (MS-5) x|O| O
06. Are all finished cut and fill slopes adequately stabilized? (MS-7) O O
07. Are all channels and outlets adequately stabilized? {MS-8,9,11,19) O O
08. Is re-stabilization of in-stream construction complete? (M$-12,15) o|o
09. Arein-stream construction EC properly installed? (MS-13) ol|a
10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16) o] X
11. Are construction entrances maintained and public roads free of soil & mud? (MS-17) gl O
12. Have all control structures no longer needed been removed & areas stabilized? (MS-18) ojg
13, Are adjacent properties and waterways adequately protected? (MmS-19) x|O| O
14. Have all deficiencies from previous inspections been addressed? | O
15. Have there been any discharges since the time of last inspections? Ol O

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP)
01. Are wash waters occurring on this project?

02. Is the location designated on the plan?

03. If 50, is this activity located away from surface waters & stormwater inlets?

04. Are wash waters being directed into filter devices?

05. Are there any prohibited discharges including, but not limited to, s03ps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

8/29/2014 10f3
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

[ Project: Hollymeade TL " | Location: Charlottesville VA |

06. Any location(s) of control measure(s) that failed to operate as designed or proved 0
inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the 0| x 0
time of inspection?

QS. Any disturbance outside the approved planor permitted site area? [ l X O J

Summarized Overall Findings

Rehabilitation measures have been initiated on the Hollmead TL. The Worth Crossing, Cross Timbers, Water
Crest Road, Proffitt Rd (West),Cindy Lane, and Riverview Farm, and part of the November Hill Farms areas
have all been seeded and mulched. Structures 326-340 have been rehabbed, no vehicle traffic past 339,

rProfﬁtt Rd (East) rehabilitation has begun: gravel on pad b structure 274 is bein removed.
Road removed past structure 284, area permanently seeded and mulched, vehicle traffic not possible past J

here.
Road between structures 316 and 319 has been hydroseeded, vehicle traffic is not possible through here.

List numerically any corrective actions required (including control measures requiring maintenance):

[ Correction
# | Description (with prescribed fix) Date Initial
Proffitt Rd. Culvert inlet by 270 needs inlet protection reinstalled; rain has washed
1 | rip-rap and blocked culvert outlet. Remove debris to restore flow. ?/ /I )l 4l
2 | Proffitt Rd. Temporarily stabilize soil stock pile by 273 until ready for use. C?//’?/M oMl
k Stony Point Rd. Culvert at entrance to 502 and 293 is partially plocked. Remove .
3 | sediment and debris to restore flow install additional rip-rap as needed. j0]le 19 | o
November Hill Farm; re-seed and mulch denuded areas btw 206 and 300 where
4 | grass did not take. l°)lb}‘f o |
November Hill Farm. SF Below structure 301 is overburdened with sediment. ? /23//(/ ord
5 | Remove excess sediment and repair fence.

November Hill Farm. Temporarily stabilize denuded areas adjacent to road between
6 | structures 304 and 309. 9 23/14| et
November Hill Farm. Stabilize denuded areas upslope of structure 311 where grass
7 | did not take. 9 /23N ek
Stony Point Pass. Temporarily stabilize denuded areas between structures 312 and

! AW

8 |314. oy

E bad between 314 and 315 has eroded, fil in ills gl [I[Fl o
No Deficiencies Certification

["The faility is in compliance with the SWPPP and this VPDES permit: [0 | Yes (= [No |

Signatory Confirmation Signed by the Permit Holder or Dul Authorized Re resentative
"| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons di rectly responsible for gathering the information, the information
submitted is, to the best of my knowledge and pelief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations.”

Name (Pripfed): Christina Anderson l Date:08/29/14 4\

sianed./ £ 2| | Phone: 757/692-8882
e

8/29/2014 20f3
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Dominion Electric Transmission Projects

Date/Time of Inspection:

E&S/VPDES Inspection Report 09/11/14 1046
(7/116/2014)

General Information
Project: Hollmead TL Re-Build Location: Charlottesville, VA
Are proper site postings in place? X | Yes O | No (Describe below)
|s the SWPPP accessible onsite? X | Yes 0O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
O | No (Select General Inspection Criteria) = | Yes (Select Enhanced Inspection Criteria)

O | Every 5 business days X| Every 4 business days

0O | Every 10 business days/Rainfall event 0| Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: National Weather Service; KCHO (Chaﬂottesvilie)

/Date & rainfall amount of the |ast measurable storm event (inches): 1.12" 8/23/14

Stage of Construction

O | Pre-Construction O | Access Installation X | Finish Grading J
O | Clearing & Grading O | Rough Grading X | Final Stabilization
E&S Minimum Standards

[N ] A |
01. Are all denuded areas stabilized? (MS-1) a
02. Are all required structural practices installed properly per plan? (MmS-2,6,10) O
03. Does permanent vegetation provide adequate stabilization? (MS-3) O

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and muiched? (MS-5)

I°

O

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (Mms-17)

x|ololo|o|o|x|R|0|8|0{<

12. Have all control structures no longer needed been removed & areas stabilized? (MmS-18)

13. Are adjacent properties and waterways adequately protected? (MmS-19)

14. Have all deficiencies from previous inspections been addressed?

&DDDDDDEEDDEEEZ

15. Have there been any discharges since the time of last inspections?

o|g|x|d

X

Ololo|x|o|R|x|=|O|0

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, Jocation is to be marked in the SwPpPP) Y | N[ NA
01. Are wash waters occurring on this project? o o |
02. Is the location designated on the plan? X ol O
03. If so, is this activity located away from surface waters & stormwater inlets? al| d
04. Are wash waters being directed into filter devices? o|x| O
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or .

A L . . o(x| O
detergents from or in association with wash water, fuels, oils or other petroleum products? J

9/11/2014 000317]7%1'2



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

l Project: Hollymeade TL I Location: Charlottesville VA l

06. Any location(s) of control measure(s) that failed to operate as designed or proved
inadequate or inappropriate for a particular location?

IR
07. Any location(s) where any additional control measure is needed that did not exist at the
time of inspection?

08. Any disturbance outside the approved plan or permitted site area?

Summarized Overall Findings
Fehabilitation completed at Worth Crossing, Cross Timbers, Water Crest Road, Proffitt Rd,Cindy Lane, and

Riverview Farm, part of the November Hill Farms areas have all been seeded and mulched. Structures 326-
340 have been rehabbed, no vehicle traffic past 339,

Proffitt Rd (East rehabilitation has begun; ravel on pad b structure 274 is bein removed.
Road removed past structure 284, area permanently seeded and mulched, vehicle traffic not possible.
Road between structures 316 and 319 has been hydroseeded, vehicle traffic is not possible throu h here.

List numerically an corrective actions re uired (includin control measures re uiring maintenance):

Correction
# | Description (with rescribed fix Date Initial
1 | Proffitt Rd. Tem orarily stabilize soil stock ile by 273 until ready for use. S/ WY
Stony Point Rd. Culvert at entrance to 202 and 293 is partially blocked. Remove
2 | sediment and debris to restore flow install additional rip-rap as needed. o] le]!
November Hill Farm; re-seed and muich denuded areas btw 206 and 300 where
3 | grass did not take. Jo|lbf1{ |ami
November Hill Farm. SF Below structure 301is overpburdened with sediment. 9 W
4 Remove excess sediment and repair fence. / 23/ q

November Hill Farm. Temporarily stabilize denuded areas adjacent to road hetween
5 | structures 304 and 305. 9/23)/9 | WA
November Hill Farm. Stabilize denuded areas upslope of structure 311 where grass

6 | did not take. 9/23M | CH
Stony Point Pass. Temporarily stabilize denuded areas between structures 312 and ‘

E 314, YN | A

No Deficiencies Certification
[ The facility i in compliance with the SWPPP and this VPDES permit. O | Yes 3| No |

Signato Confirmation (Si ned by the Permit Holder or Duly Authorized Re resentative
| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with & sy stem designed to assuré that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): Chrj,sti_na Anderson Date:09/11/14
signed: /7, (7ol | Phone: 757/692-8882

Tifle: Environmental Specialist Gert. No. (if applicable):RLD 40029 l

9/11/2014 20f2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

Project: Hollymeade TL Location: Charlottesville VA

06. Any location(s) of control measure(s) that failed to operate as designed or
inadeqguate or inappropriate for a particular location?

proved

07. Any location(s) where any additional control measure is needed that did not exist at the
time of inspection?

08. Any disturbance outside the approved plan or permitted site area?
summarized Overall Findings

Rehabilitation completed at “Worth Crossing, Cross Timbers, Water Crest Road, Proffitt Rd,Cindy Lane, and
Riverview Farm, part of the November Hill Farms areas have all been seeded and mulched. Structures 326-
340 have been rehabbed, no vehicle traffic past 339
aravel on pad b structure 274 is being
ently seeded and mulched, vehicle tr

e traffic is not nossible.

Road removed
ROW between structures 312 an

Stony Point Rd. Culvert at entrance to 292 and 293 is partially plocked. Remove
sediment and debris to restore fiow install additional rip-rap as needed.
November Hill Farm;, re-seed and muich denuded areas btw 296 and 300 where
grass did not take.

November Hill Farm. SF Below structure 301 is overburden
Remove excess sediment and repair fence.
November Hill Farm. Temporarily stabilize denu
structures 304 and 305.
November Hill Farm. St
did not take.

No Deficiencies Certification
The facility is in compliance with the SWP

signatory Confirm gned by the Permit Holder or Duly Authorized Rep resentative
"| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with @ system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the pest of my knowledge and belief, true, accurate, and complete. |am aware that there aré
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

9/17/2014 2 of 2
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st Cert. No. (if applicable):RLD 40029

Fl'itle: Environmental Speciali
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Dominion Electric Transmission Projects

Date/Time of Inspection:

E&S/VPDES Inspection Report 09/23/14 1130
(7/16/2014)
General Information
Project: Hollmead TL Re-Build Location: Charlottesville, VA
Are proper site postings in place? X | Yes O | No (Describe below)
Is the SWPPP accessible onsite? X | Yes O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
Fm No (Select General Inspection Criteria) X | Yes (Select Enhanced inspection Criteria)
0 | Every 5 business days Every 4 business days
[0 | Every 10 business days/Rainfall event 1| Every 5 business days/Rainfall event
Rainfall Data Recording
Onsite rain gauge or named local monitoring site: National Weather Service: KCHO (Charlottesville)
/Date & rainfall amount of the last measurable storm event (inches): 1.12" 8/23/14

Stage of Construction

O | Pre-Construction O | Access Installation X | Finish Grading i’
[l | Clearing & Grading 0 | Rough Grading X | Final Stabilization

E&S Minimum Standards

3
>

01. Are all denuded areas stabilized? (MS-1)

02. Are all required structural practices installed properly per plan? (mS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (Ms-8,9,11,19)

08. |s re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mu

d? (MS-17)

12. Have all control structures no longer needed been removed & areas stabilized? (MS-18)

13. Are adjacent properties and waterways adequately protected? (Mms-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since the time of last inspections?

EHDDDDDDEEDDEZ}EZ

DDDEDEE&DDDDDDD

L1

Slolxlolzlolclolo|olx|x|o|o|o)<

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the S WPPP) Y| N NIA—1
01. Are wash waters occurring on this project? X o u
02. s the location designated on the plan? X SRS 0
03. If 50, is this activity located away from surface waters & stormwater inlets? X | O ]
04. Are wash waters being directed into filter devices? | = [
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or olml o
Iﬂetergents from or in association with wash water, fuels, oils or other petroleum products?
9/23/2014 1 0of?2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

BE———————

] Project: Hollymeade TL Location: Charlottesville VA
06. Any location(s) of control measure(s) that failed to operate as designed or proved alm= 0
inadequate or inappropriate for a particular location?
07. Any location(s) where any additional control measure is needed that did not exist at the 0| x O

time of inspection?

08. Any disturbance outside the approved plan or permitted site area? 0] X |

summarized Overall Findings
Rehabilitation completed at - Worth Crossing, Cross Timbers, Water Crest Road, Proffitt Rd,Cindy Lane, and
Riverview Farm, part of the November Hill Farms areas have all been seeded and mulched.

| Proffitt Rd (East) rehabilitation has begun. |

As per VAR 10 Part I.F.2.c the following entrances must be inspected by representative means due to either

(a) TSC removal and structure inaccessibility or (b), vehicle traffic with interfere with permanent stabilization
efforts:

Road removed past structure 284 area permanently seeded and mulched, vehicle traffic not possible.
Bridge between 307 and 308 removed, cannot drive through entrance.
ROW between structures 312 and 314 has been hydroseeded vehicle traffic is not possible.

ROW between structures 316 and 319 has been hgdroseeded, vehicle traffic is not possible through here.
Structures 326-340 have been rehabbed, no vehicle traffic past 339,ROW has been seeded and mulched and

or hydroseeded.
maintenance):
Correction

List numerically an corrective actions re uired (includin control measures re uirin

# | Description (with prescribed fix) Date Initial
Stony Point Rd. Culvert at entrance to 292 and 293 is partially blocked. Remove
1 | sediment and debris to restore flow install additional rip-rap as needed. 16/le 1Y |CmA
November Hill Farm; re-seed and mulch denuded areas btw 296 and 300 where .
2 | grass did not take. joltel | ok
No Deficiencies Certification
[ The fadility is in compliance with the SWPPP and this VPDES permit: Yes X | No \

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Regresentative)

"I certify under penaity of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. |am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations.”

Name (Priptgg): Chrigtina _Afjderson, Date:09/23/14
signed:/ 4 / Phone: 757/692-8882
Title: EnVironmental Specialist Cert NG (if applicable):RLD 40029

9/23/2014 000317%81?2



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

Date/Time of Inspection:
09/29/14 1132

(7/16/2014)

General Information

Project: Holimead TL Re-Build

\ Location: Charlottesville, VA

Are proper site postings in place? X | Yes l O | No (Describe below)
|s the SWPPP accessible onsite? X | Yes ‘ O l No (Describe below)

Inspection Schedule: Does the project drain to impaired waters?

O | No (Select General Inspection Criteria) Yes (Select Enhanced Inspection Criteria)
0 | Every 5 business days | Every 4 business days
0 | Every 10 business days/Rainfall event 0| Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge of named local monitoring site: National Weather Service, KCHO (Chaﬂottesvilte)
/Date & rainfall amount of the last measurable storm event (inches): 0.45" 9/24/14

:
E
|

Stage of Construction

00 | Pre-Construction l 0 | Access Installation O ] Finish Grading

‘ 0 | Clearing & Grading l 0O | Rough Grading l Final Stabilization
E&S Minimum Standards

YN NA |

| 01. Are all denuded areas stabilized? (MS-1) [ O
02. Are all required structural practices installed properly per plan? (ms-2,6,10) x|O| O

| 03. Does permanent vegetation provide adequate stabilization? (MS-3) ol d
04. Have perimeter sediment trapping facilities been constructed? (Mms-4) ®\O DJ
05. Are earthen control structures seeded and mulched? (Mms-5) ojo] X
06. Are all finished cut and fill slopes adequately stabilized? (MS-7) O O
07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19) o O
08. Is re-stabilization of in-stream construction complete? (MS-12,15) o|d
09. Are in-stream construction EC properly installed? (MS-13) o|g|
10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16) olo| X

| 11, Are construction entrances maintained and public roads free of soil & mud? (MS-17) R|O| O
12. Have all control structures no longer needed been removed & areas stabilized? (MS-18) o|g
13. Are adjacent properties and waterways adeq uately protected? (MS-19) x|{O| O
14. Have all deficiencies from previous inspections been addressed? O il
15. Have there been any discharges since the time of last inspections? l Ooilx| O
Pollution Prevention Plan implementation
(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y| N ] N/A
01. Are wash waters occurring on this project? o|x)| o
02. Is the location designated on the plan? jg_NE_ )
03. If so, is this activity located away from surface waters & stormwater inlets? Oo|a
04. Are wash waters being directed into filter devices? Oo|g
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or 0
detergents from or in association with wash water, fuels, oils or other petroleum products?

9/29/2014
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

onect: Hollymeade TL ‘ Location: Charlottesville VA _l

06. Any location(s) of control measure(s) that failed to operate as designed or proved 0| = 0
inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the 0| ® 0
time of inspection?

08. Any disturbance outside the approved plan or permitted site area? O \ X 0

4

summarized Overall Findings

CE's (Structures) 100% stabilized: Worth crossing (258) ‘Timberwood PKWY (259), Timberwood PKWY (260),
Cross timbers Rd (261), Water Crest (262), Proffitt Rd (263-268), Proffitt Rd (269-274), Riverview farm (275-
280)Cindy Lane (281-283), Hayground Cottage(285-286), Stony Point pass (295-299), Stony Point Pass (312-
314). Stony Point Pass 315), Stony Point Pass (316-325), ass(

CE's Reclaimed but not <70% stabilized: Cindy lane(284), Bumt Mill Rd( 287-291), Stony Point Rd(292-
293),Stony Point Pass(294)

Reclaim in progress at Stony Point Pass (structures 300-309) ( 326~ 23] )
Previous report statement describing representative inspections was inaccurate. All areas where
gravel in ROW has NOT been removed AND hydroseeded do allow for vehicle traffic. Representative
inspection method is not needed.

List numerically any corrective actions reguired gincludlng control measures requiring maintenance):
\ Correction

Date

Initial

# | Description (with prescribed fix)
Stony Point Rd. Culvert at entrance to 292 and 293 is partially blocked. Remove
1 sediment and debris to restore flow install additional rip-rap as needed.

November Hill Farm; re-seed and muich denuded areas at 204 where grass did not
2 | take.

Stoney point Pass: Re-seed and mulch cut siope by stroutre 326 where grass did ‘

\ 3 | not take.

No Deficiencies Certification
Ewe facility is in compliance with the SWPPP and this VPDES permit: | O | Yes X | No

Signatory Confirmation QSIgned by the Permit Holder or Duly Authorized Representative)
"| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assureé that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for

knowing violations.”
- Christina Anderson [ Date:09/29/14

Wlﬁg_ L e Phone: 757/692-8882
Title: Environmental Specialist Cert. No. (if appﬁcabie):RLD 40029

9/29/2014 20f2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

Date/Time of Inspection:
10/03/14 1132

(7/16/2014)
General Information
Project: Hollmead TL Re-Build Location: Charlottesvilie, VA
Are proper site postings in place? X | Yes O | No (Describe below)
Is the SWPPP accessible onsite? X | Yes O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
0 | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)
8 | Every 5 business days X | Every 4 business days
O | Every 10 business days/Rainfall event 1| Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: National Weather Service; KCHO {Charlottesville)

/Date & rainfall amount of the last measurable storm event (inches): 0.45" 9/24/14

Stage of Construction

O

Pre-Construction O | Access installation 7 | Finish Grading

]

Clearing & Grading O | Rough Grading X | Final Stabilization

E&S Minimum Standards

N/A

01.

Are all denuded areas stabilized? (MS-1)

02.

Are all required structural practices installed properly per plan? {(M5-2,6,10)

Y| N

I ]

O O
03. Does permanent vegetation provide adequate stabilization? {M5-3) Cf O
04. Have perimeter sediment trapping facilities been constructed? {MS-4) O]l 0O
05. Are earthen control structures seeded and mulched? (MS-5) L] O
06. Are all finished cut and fill slopes adequately stabilized? {MS-7) O O
07. Are all channels and outlets adeguately stabilized? (MS-8,9,11,19) o) O
08. Is re-stabilization of in-stream construction complete? (M$-12,15) OO0l ®
09. Are in-stream construction EC properly installed? (MS-13) 00O
10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16) Ojd] X
11. Are construction entrances maintained and public roads free of soil & mud? (MS-17) o O
12. Have all control structures ne longer needed been removed & areas stabilized? (MS-18) | [0 | O
13. Are adjacent properties and waterways adequately protected? (MS-19) o] Od
14, Have all deficiencies from previous inspections been addressed? O [
15. Have there been any discharges since the time of last inspections? O X il

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP)

N/A

01. Are wash waters occurring on this project?

02.
03.

Is the location designated on the plan?
If sp, is this activity located away from surface waters & stormwater inlets?

04. Are wash waters being directed into filter devices?

O [Bgig)=
O O0R|Z
|

X

05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

[
<
J
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

Project: Hollymeade TL ‘ Location: Charlottesville VA

06. Any location(s) of control measure(s) that failed to operate as designed or proved 0 0
inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the O 0O
time of inspection?

08. Any disturbance outside the approved plan or permitted site area? O O

Summarized Overall Findings

CFE's (Structures) 100% stabilized: Worth crossing (258), Timberwood PKWY (259), Timberwood PKWY (260),
Cross timbers Rd (261), Water Crest (262), Proffitt Rd (263-268), Proffitt Rd (269-274), Riverview farm (275-
280)Cindy Lane (281-283), Hayground Cottage(285-286), Stony Point pass (295-299), Stony Point Pass (312-
314), Stony Point Pass(315), Stony Point Pass (316-325), Stony Point Pass()

CE’s Reclaimed but not <70% stabilized: Cindy lane(284), Burnt Mill Rd( 287-291), Stony Point Rd(292-
293),Stony Point Pass(294)

Reclaim at Stony Point Pass (structures 300-309) has been completed.

Grass seed has germinated at both Burnt Mill and Cindy Lane entrances.

List numerically any corrective actions required (including control measures requiring maintenance):

Correction

# | Description (with prescribed fix) Date Initial
1 | Stony Point Rd. Temporarily stabilize denuded areas by 292 and 293.

November Hill Farm; re-seed and mulch denuded areas at 294 where grass did not
2 | take.

Stoney point Pass: Re-seed and mulch cut slope by structure 326 where grass did

not take. Due to extreme fog this area of the TL was not able to be inspected at
3 | thistime.
No Deficiencies Certification

’ The facility is in compliance with the SWPPP and this VPDES permit: ‘ 0 ’ Yes ’ ‘ No

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"I certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): Christina Anderson Date:10/03/14

Signed: Phone: 757/692-8882

Title: Environmental Specialist Cert. No. (if applicable):RLD 40029

10/3/2014 00032682




.. . . . Date/Time of Inspection;
Dominion Electric Transmission Projects pect

E&S/VPDES Inspection Report 10/09/14 1029
{(7/16/2014)
General Information
Project: Holimead TL Re-Build Location: Charlottesville, VA
Are proper site postings in place? Yes O | No (Describe below)
Is the SWPPP accessible onsite? Yes O | No (Describe beiow)

inspection Schedule: Does the project drain to impaired waters?

O | No (Select General Inspection Criteria) X i Yes (Select Enhanced Inspection Criteria)
O | Every 5 business days | Every 4 business days
O | Every 10 business days/Rainfall event O | Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: National Weather Service; KCHO (Charlottesville)

{Date & rainfall amount of the last measurable storm event (inches): 0.81" 10/07/14

Stage of Construction

O | Pre-Consfruction 1 [ Access Installation O | Finish Grading
O | Clearing & Grading 8 | Rough Grading X | Final Stabilization
E&S Minimum Standards

Y [ N[ NA
01. Are all denuded areas stabilized? (M5-1) £l 1
02. Are all required structural practices instalied properly per plan? (MS-2,56,10) 5 | O O
03. Does permanent vegetation provide adequate stabilization? {MS-3) L O
04, Have perimeter sediment trapping facilities been constructed? {M5-4) M| O O
05. Are earthen control structures seeded and mulched? {MS-5) Lh]
06. Are all finished cut and fill siopes adequately stabilized? (MS-7) O X 1
07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19) O O
08. Is re-stabilization of in-stream construction complete? (MS-12,15) Ly =4
09. Are in-stream construction EC properly installed? {M5-13) OO
10. Are utilities trenches dewatered, backfilled and stabilized? {MS-16} OO >
11. Are construction entrances maintained and public roads free of soil & mud? {MS-17) O &
12. Have all control structures no longer needed been removed & areas stabilized? {(MS-18) | TI | O X
13. Are adjacent properties and waterways adequately protected? {MS-19) O O
14. Have all deficiencies from previous inspections been addressed? O] X C
15. Have there been any discharges since the time of last inspections? O] X [
Pollution Prevention Plan Implementation
{*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y | N| NA
01. Are wash waters occurring on this project? L] M
02. Is the location designated on the plan? af|d
03. If so, is this activity located away from surface waters & stormwater inlets? Oo|d
04. Are wash waters being directed into filter devices? ol X
05. Are there any prohibited discharges including, but not limited to, soaps, soivents, or 0l = O
detergents from or in association with wash water, fuels, ails or other petroleum products?
10/9/2014 lof2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

Project: Hollymeade TL ‘ Location: Charlottesville VA

06. Any location(s) of control measure(s) that failed to operate as designed or proved 0 0
inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the O 0O
time of inspection?

08. Any disturbance outside the approved plan or permitted site area? O O

Summarized Overall Findings

CFE's (Structures) 100% stabilized: Worth crossing (258), Timberwood PKWY (259), Timberwood PKWY (260),
Cross timbers Rd (261), Water Crest (262), Proffitt Rd (263-268), Proffitt Rd (269-274), Riverview farm (275-
280)Cindy Lane (281-283), Hayground Cottage(285-286), Stony Point pass (295-299), Stony Point Pass
(structures 300-311) has been completed. Stony Point Pass (312-314), Stony Point Pass(315), Stony Point
Pass (316-325), Stony Point Pass()

CE’s Reclaimed but not <70% stabilized: Cindy lane(284), Burnt Mill Rd( 287-291), Stony Point Rd(292-
293),Stony Point Pass(294)

Grass seed has germinated at both Burnt Mill and Cindy Lane entrances.

List numerically any corrective actions required (including control measures requiring maintenance):

Correction
# | Description (with prescribed fix) Date Initial
Stoney point Pass: Re-seed and mulch cut slope by structure 326 where grass did
1 not take.
No Deficiencies Certification
The facility is in compliance with the SWPPP and this VPDES permit: ‘ O ‘ Yes ‘ ‘ No

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"I certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): Christina Anderson Date:10/09/14

Signed: Phone: 757/692-8882

Title: Environmental Specialist Cert. No. (if applicable):RLD 40029

10/9/2014 00032689




- . . . . Date/Time of Inspection:
Dominion Electric Transmission Projects P

E&S/VPDES Inspection Report 10/15/14 1208
(7/16/2014)

General Information
Project: Hollmead TL Re-Build Location: Charlottesville, VA
Are proper site postings in place? Yes O | No (Describe below)
Is the SWPPP accessible onsite? Yes O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
O | No (Select General Inspection Criteria) X | Yes (Select Enhanced Ingpection Criteria)

O | Every 5 business days x| Every 4 business days

0 | Every 10 business days/Rainfall event 1| Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: National Weather Service; KCHO (Charlottesville)

/Date & rainfall amount of the last measurable storm event (inches): 10/15/14 1.77”

Stage of Construction

O | Pre-Construction O | Access Installation O | Finish Grading
O | Clearing & Grading 1 | Rough Grading X | Final Stabilization
E&S Minimum Standards

Y | N| NA
01. Are all denuded areas stabilized? (MS-1) I [l
02. Are all required structural practices installed properly per plan? (MS-2,6,10) X |O| O
03. Does permanent vegetation provide adequate stabilization? (MS-3) ] [
04. Have perimeter sediment trapping facilities been constructed? (MS-4) ba | [ I
05. Are earthen control structures seeded and mulched? {MS-5) 0| O
06. Are all finished cut and fill slopes adequately stabilized? {MS-7) 0l K [
07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19) [ O
08. Is re-stabilization of in-stream construction complete? (MS5-12,15) ] X
09. Are in-stream construction EC properly installed? {MS-13) OO
10. Are utilities trenches dewatered, backfilled and stabilized? (MS$-16) OO
11. Are construction entrances maintained and public roads free of soil & mud? (MS$-17) X | O 0
12. Have all control structures no longer needed been removed & areas stabilized? (M5-18) | O | [
13. Are adjacent properties and waterways adeguately protected? (MS-19) O O
14. Have ali deficiencies from previous inspections been addressed? O O
15. Have there been any discharges since the time of last inspections? ]| & O

Pollution Prevention Plan Implementation

{(*Note. if Yes is selected for the following, location is to be marked in the SWPPP) N/A

01. Are wash waters occurring on this project?
02. Is the location designated on the plan?
03. If so, is this activity located away from surface waters & stormwater inlets?

O |O:Oj0)=
O [Ooix=z
KIXO

X

04. Are wash waters being directed into filter devices?

05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

o
&
O

10/16/2014 1of2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

| Project: Hollymeade TL | Location: Charlottesville VA
06. Any location(s) of control measure(s) that failed to operate as designed or proved 0 0
inadequate or inappropriate for a particular location?
07. Any location(s) where any additional control measure is needed that did not exist at the O 0
time of inspection?
08. Any disturbance outside the approved plan or permitted site area? O O

Summarized Overall Findings

CFE'’s (Structures) 100% stabilized: Worth crossing (258), Timberwood PKWY (259), Timberwood PKWY (260),
Cross timbers Rd (261), Water Crest (262), Proffitt Rd (263-268), Proffitt Rd (269-274), Riverview farm (275-
280)Cindy Lane (281-283), Hayground Cottage(285-286), Stony Point pass (295-299), Stony Point Pass
(structures 300-311) has been completed. Stony Point Pass (312-314), Stony Point Pass(315), Stony Point
Pass (316-325), Stony Point Pass()

CE’s Reclaimed but not <70% stabilized: Cindy lane(284), Burnt Mill Rd( 287-291), Stony Point Rd(292-
293),Stony Point Pass(294)

Grass seed has germinated at both Burnt Mill and Cindy Lane entrances.

List numerically any corrective actions required (including control measures requiring maintenance):

Correction
# | Description (with prescribed fix) Date Initial
Stoney point Pass: Re-seed and mulch cut slope by structure 326 where grass did
1 not take.
Access road at temporary stream crossing between structures 333 and 332 has
washed slightly on easrtern side. Retreive gravel which has run over the side and fill
2 in rill.
No Deficiencies Certification
The facility is in compliance with the SWPPP and this VPDES permit: | O | Yes ‘ ‘ No

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"I certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): Christina Anderson Date:10/16/14

Signed: Phone: 757/692-8882

Title: Environmental Specialist Cert. No. (if applicable):RLD 40029

10/16/2014 00032692




.. , o . Date/Time of Inspection:
Dominion Electric Transmission Projects P

E&S/VPDES Inspection Report 10/22/14 1308
(7/16/2014)

General Information
Project: Hollmead TL Re-Build Location: Charlottesville, VA
Are proper site postings in place? X | Yes O | No {Describe below)
Is the SWPPP accessible onsite? X | Yes O | No {Describe below)
Inspection Scheduie: Does the project drain to impaired waters?
Ll | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)

0 | Every 5 business days Every 4 business days

I | Every 10 business days/Rainfall event O | Every 5 business days/Rainfall event

Rainfall Data Recording

OCnsite rain gauge or named local monitoring site: National Weather Service; KCHO (Charlottesvilie)

/Date & rainfall amount of the last measurable storm event (inches): 10/15/14 1.77"

Stage of Construction

|

O § Pre-Construction LI | Access Installation Finish Grading

4

0 | Clearing & Grading U | Reugh Grading Final Stabilization

E&S Minimum Standards

N/A

01. Are all denuded areas stabilized? (M5-1)

02. Are all reguired structural practices installed properly per plan? (M$-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? {MS-4)

05. Are earthen control structures seeded and mulched? {MS-5)

06. Are all finished cut and fill slopes adequately stabilized? {MS-7)

07. Are all channels and outlets adequately stabilized? {MS5-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (M$-12,15)

09. Are in-stream construction EC properly installed? (iv1S-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12. Have all control structures no longer needed been removed & areas stabilized? {MS-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

D0 OXKOO0ON®EORRE R X<

RE|OOC|C)oooooooonxi=
OiOi0xXOKKK OO OE 00

15. Have there been any discharges since the time of last inspections?

Pollution Prevention Plan Implementation

{*Note: if Yes is selected for the following, location is to be marked in the SWPPP) N/A

01. Are wash waters occurring on this project?
02. Is the location designated on the plan?
03. If so, is this activity located away from surface waters & stormwater inlets?

O O] =
O |z
XX

B

04. Are wash waters being directed into filter devices?

05. Are there any prohibited discharges including, but not limited to, socaps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

O
<
1
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

| Project: Hollymeade TL | Location: Charlottesville VA
06. Any location(s) of control measure(s) that failed to operate as designed or proved 0 0
inadequate or inappropriate for a particular location?
07. Any location(s) where any additional control measure is needed that did not exist at the O 0
time of inspection?
08. Any disturbance outside the approved plan or permitted site area? O O

Summarized Overall Findings

CFE'’s (Structures) 100% stabilized: Worth crossing (258), Timberwood PKWY (259), Timberwood PKWY (260),
Cross timbers Rd (261), Water Crest (262), Proffitt Rd (263-268), Proffitt Rd (269-274), Riverview farm (275-
280)Cindy Lane (281-283), Hayground Cottage(285-286), Stony Point pass (295-299), Stony Point Pass
(structures 300-311) has been completed. Stony Point Pass (312-314), Stony Point Pass(315), Stony Point
Pass (316-325), Stony Point Pass(326-331)

CE’s Reclaimed but not <70% stabilized: Cindy lane(284), Burnt Mill Rd( 287-291), Stony Point Rd(292-
293),Stony Point Pass(294)

Grass seed has germinated at both Burnt Mill and Cindy Lane entrances.

List numerically any corrective actions required (including control measures requiring maintenance):

Correction
# | Description (with prescribed fix) Date Initial
Access road at temporary stream crossing between structures 333 and 332 has
washed slightly on eastern side. Retrieve gravel which has run over the side and fill
1 in rill.
No Deficiencies Certification
The facility is in compliance with the SWPPP and this VPDES permit: | | Yes ‘ O ‘ No |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"I certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): Christina Anderson Date:10/22/14

Signed: Phone: 757/692-8882

Title: Environmental Specialist Cert. No. (if applicable):RLD 40029

10/22/2014 00032692



- . P ; Date/Time of | tion:
Dominion Electric Transmission Projects aterlime ot inspection

E&S/VPDES Inspection Report 10/28{14 0950
(7/16/2014)

General Information
Project: Holimead TL Re-Build Location: Charlottesville, VA
Are proper site postings in place? X | Yes O [ No (Describe below)
Is the SWPPP accessible onsite? M | Yes O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
O | No (Seiect General Inspection Criteria) K | Yes (Select Enhanced Ingpection Criteria)

O | Every 5 business days Every 4 business days

[0 | Every 10 business days/Rainfall event 1| Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: National Weather Service; KCHO (Charlottesville)

/Date & rainfall amount of the last measurable storm event (inches): 10/15/14 1.77"

Stage of Construction

[J | Pre-Construction O | Access Installation [] 1 Finish Grading
O | Clearing & Grading [ | Rough Grading X | Final Stabilization
E&S Minimum Standards

Y | N| NA
01. Are all denuded areas stabilized? (MS-1) O O
02. Are all required structural practices installed properly per plan? (MS-2,6,10) ] OJ
03. Does permanent vegetation provide adequate stabilization? (MS-3) O O
04. Have perimeter sediment trapping facilities been constructed? (MS-3) ROy O
05. Are earthen control structures seeded and mulched? {MS-5) O
06. Are all finished cut and fill slopes adequately stabilized? {MS-7) | O
07. Are all channels and outlets adequately stabilized? {M5-8,9,11,19) X | O O
08. Is re-stabilization of in-stream construction complete? (MS-12,15) O3 <
09. Are in-stream construction EC properly installed? (MS-13) O
10, Are utilities trenches dewatered, backfilled and stabilized? {MS-16) . X
11. Are construction entrances maintained and public roads free of soil & mud? (MS-17) ] O
12. Have ail control structures no longer needed been removed & areas stabilized? (MS-18) | O | O B
13. Are adjacent properties and waterways adequately protected? (M5-19) O O
14. Have all deficiencies from previous inspections been addressed? OE| O
15, Have there been any discharges since the time of last inspections? K [

Poliution Prevention Plan Implementation

{*Note: if Yes is selected for the following, location Is to be marked in the SWPPP) N/A

01. Are wash waters cccurring on this project?
02. Is the location designated on the plan?
03. If so, is this activity located away from surface waters & stormwater inlets?

O |O 0=
O oox=
KO

54

04. Are wash waters being directed into filter devices?

05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

|
X
|

10/28/2014 1of2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

| Project: Hollymeade TL | Location: Charlottesville VA
06. Any location(s) of control measure(s) that failed to operate as designed or proved 0 0
inadequate or inappropriate for a particular location?
07. Any location(s) where any additional control measure is needed that did not exist at the 0lx 0
time of inspection?
08. Any disturbance outside the approved plan or permitted site area? O O

Summarized Overall Findings

CFE'’s (Structures) 100% stabilized: Worth crossing (258), Timberwood PKWY (259), Timberwood PKWY (260),
Cross timbers Rd (261), Water Crest (262), Proffitt Rd (263-268), Proffitt Rd (269-274), Riverview farm (275-
280)Cindy Lane (281-283), Hayground Cottage(285-286), Stony Point pass (295-299), Stony Point Pass
(structures 300-311) has been completed. Stony Point Pass (312-314), Stony Point Pass(315), Stony Point
Pass (316-325), Stony Point Pass(326-340)

CE’s Reclaimed but not <70% stabilized: Cindy lane(284), Burnt Mill Rd( 287-291), Stony Point Rd(292-
293),Stony Point Pass(294)

Grass seed has germinated at both Burnt Mill and Cindy Lane entrances.

List numerically any corrective actions required (including control measures requiring maintenance):

Correction
# | Description (with prescribed fix) Date Initial
ALL AREA EITHER TEMPORARILY OR PERMANENTLY STABILIZED, NO
DEFICIENCIES
No Deficiencies Certification
The facility is in compliance with the SWPPP and this VPDES permit: | | Yes ‘ O ‘ No |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"I certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): Christina Anderson Date:10/28/14

Signed: Phone: 757/692-8882

Title: Environmental Specialist Cert. No. (if applicable):RLD 40029

10/28/2014 00032693



General Information

Dominion Electric Transmission Projects

E&S/VPDES Inspection Report

(7/16/2014)

Date/Time of Inspection:
11/03/14 1126

Project: Hollmead Tl Re-Build

Location: Charlottesville, VA

Are proper site postings in place? X | Yes O [ No (Describe below)
Is the SWPPP accessible onsite? Yes O [ No (Describe below)

Inspection Schedule: Does the project drain to impaired waters?

O

No (Select General Inspection Criteria) =

Yes (Select Enhanced Inspection Criteria)

0 | Every 5 business days

Every 4 business days

0O | Every 10 business days/Rainfall event

O

Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitering site: National Weather Service; KCHO (Charlottesville)

/Date & rainfall amount of the last measurable storm event (inches): 10/15/14 1.77"

Stage of Construction

O

Pre-Construction

O | Access Installation

O

Finish Grading

O

Clearing & Grading

1 | Rough Grading

&

Final Stabilization

E&S Minimum Standards

N/A

01.

Are all denuded areas stabilized? (MS-1)

02,

Are all required structural practices installed properly per plan? (MS-2,6,10)

03.

Does permanent vegetation provide adequate stabilization? (MS-3)

04.

Have perimeter sediment trapping facilities been constructed? (MS-4)

05.

Are earthen control structures seeded and mulched? (MS-5)

06.

Are all finished cut and fill slopes adequately stabilized? (MS-7)

07.

Are all channels and outlets adequately stabilized? (MS$-8,9,11,19)

08.

is re-stabilization of in-stream construction complete? (MS-12,15}

09.

Are in-stream construction EC properly installed? (MS-13)

10.

Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11

Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12.

Have all control structures no longer needed been removed & areas stabilized? {MS-18)

13,

Are adjacent properties and waterways adequately protected? (MS-19)

14.

Have all deficiencies from previous inspections been addressed?

15.

Have there been any discharges since the time of last inspections?

O R (R O|R OO R RO R R K=<
X|Og|ojo|c|o|jojoojiojojo|o|jg|=
[ O 2| ) B BB | B |

Poliution Prevention Plan Impiementation

{*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y | N| NA
01. Are wash waters occurring on this project? (I ]
02. Is the location designated on the plan? O 4| X
03. If 50, is this activity located away from surface waters & stormwater inlets? olgl X
04. Are wash waters being directed into filter devices? Old|] X
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or 0l w 1
detergents from or in association with wash water, fuels, oils or other petroleum products? N
11/3/2014 1of2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

| Project: Hollymeade TL | Location: Charlottesville VA
06. Any location(s) of control measure(s) that failed to operate as designed or proved 0 0
inadequate or inappropriate for a particular location?
07. Any location(s) where any additional control measure is needed that did not exist at the 0lx 0
time of inspection?
08. Any disturbance outside the approved plan or permitted site area? O O

Summarized Overall Findings

CFE'’s (Structures) 100% stabilized: Worth crossing (258), Timberwood PKWY (259), Timberwood PKWY (260),
Cross timbers Rd (261), Water Crest (262), Proffitt Rd (263-268), Proffitt Rd (269-274), Riverview farm (275-
280)Cindy Lane (281-283), Hayground Cottage(285-286), Stony Point pass (295-299), Stony Point Pass
(structures 300-311) has been completed. Stony Point Pass (312-314), Stony Point Pass(315), Stony Point
Pass (316-325), Stony Point Pass(326-340)

CE’s Reclaimed but not <70% stabilized: Cindy lane(284), Burnt Mill Rd( 287-291), Stony Point Rd(292-
293),Stony Point Pass(294)

Grass seed has germinated at both Burnt Mill and Cindy Lane entrances.

List numerically any corrective actions required (including control measures requiring maintenance):

Correction
# | Description (with prescribed fix) Date Initial
ALL AREA EITHER TEMPORARILY OR PERMANENTLY STABILIZED, NO
DEFICIENCIES
No Deficiencies Certification
The facility is in compliance with the SWPPP and this VPDES permit: | | Yes ‘ O ‘ No |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"I certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): Christina Anderson Date:11/03/14

Signed: Phone: 757/692-8882

Title: Environmental Specialist Cert. No. (if applicable):RLD 40029

11/3/2014 00032692



Dominion Electric Transmission Projects

Date/Time of Inspection:

E&S/VPDES Inspection Report 11/13/2015 @ 3:32pm
(7116/2014)
General Information
| Project: Hollymead 230kV Transmission Line Location: Albemarle County, Virginia

Are proper site postings in place? O | Yes X | No (Describe below) Next Week
Is the SWPPP accessible onsite? O | Yes ™ | No (Describe below) Next Week
Inspection Schedule: Does the project drain to impaired waters?
0 | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)

0 | Every 5 business days X | Every 4 business days

O | Every 10 business days/Rainfall event 0| Every 5 business days/Rainfall event

Rainfall Data Recording

Date & rainfall amount of the last measurable storm event (inches): 11/9/2015 ~ 0.52"

Stage of Construction

Onsite rain gauge or named local monitoring site: wunderground.com - Charlottesville Station KCHO 1

X | Pre-Construction 01 | Access Installation O | Finish Grading
0 | Clearing & Grading 0 | Rough Grading X | Final Stabilization I

E&S Minimum Standards

z
>

01. Are all denuded areas stabilized? (mS-1)

02. Are all required structural practices installed properly per plan? (MS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

X000

05. Are earthen control structures seeded and mulched? (MS-5)

1
>

06. Are all finished cut and fill slopes adequately stabilized? (Mms-7)

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

-
5

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12. Have all control structures no longer needed been removed & areas stabilized? (MSs-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since the time of last inspections?

DDEDEDDEDEDDEIDE-<
QDDEDDDDEDDDDDDZ
g(O|0(O

] (=] (i

Pollution Prevention Plan implementation

( (*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y | N[ NA
01. Are wash waters occurring on this project? O O
02. Is the location designated on the plan? oo X
03. If so, is this activity located away from surface waters & stormwater inlets a0 5
04. Are wash waters being directed into filter devices? Ofa
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or

; _ . . oo ®
detergents from or in association with wash water, fuels, oils or other petroleum products? J
7/30/2014 10of2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

I Project: Hollymead 230kV Transmission Line | Location: Albemarle County, Virginia —‘

Pollution Prevention Plan Implementation (cont.)
ot

(*Note: if Yes is selected for the following, location is to be marked in the SWpPpPp) Y|N N/A_‘
06. Are there any location(s) of control measure(s) that failed to operate as designed or 0| 0
proved inadequate or inappropriate for 3 particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the O O
time of inspection? )

08 . Any disturbance outside the approved plan or permitted site area? 0| & .

Summarized Overall Findings
1Gravel (crush and run) is present as access roads and pads around towers : 572-566, 559-557, 552-547, 539-
501. The gravel is present throughout most of the line however a lot of it has been stabilized with vegetation.

There is leftover siit fence off access between towers 559-558, next to stream between 533-532, on access
leading up to 528 and around pad and access of 522.

[Did not inspect towers 560-565 isolated by the Rivanna River and RR due to fallen tree on Riverview Farm R(ﬂ

List numerically any corrective actions required (including control measures requirin maintenance):

Correction
# | Description (with prescribed fix) Date Initial
No Deficiencies Certification
| The facility is in compliance with the SWPPP and this VPDES permit. | (1 | Yes X [No ]

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"I certify under penalty of law that | have read and understood this document and that this document and all T
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for

knowing violations."

Name (Printéd). Jacey Allen/) Date: 11/13/2015
signed: [ _\ o g (AT~ Phone: (804) 267-3473
Title/Cert. Nq/ (it applicabfé): ' Erosion and Sediment Inspector ESINO138 swiN 0207 |

\/

7/30/2014 0Q032799



. i . . . Date/Time of Inspection:
Dominion Electric Transmission Projects P

E&S/VPDES Inspection Report 11/19/2015 @ 1:23pm
(7/16/2014)

General Information
] Project: Hollymead 230kV Transmission Line

Location: Albemarle Count Virginia
Are proper site postings in place? I ] | Yes x® | No (Describe below) Next Week
Is the SWPPP accessible onsite? ] (] | Yes ® | No (Describe below Next Week

Inspection Schedule: Does the project drain to impaired waters?

O | No (Select General Inspection Criteria) ® | Yes (Select Enhanced Inspection Criteria)
O | Every 5 business days X | Every 4 business days
0O | Every 10 business days/Rainfall event O | Every 5 business days/Rainfall event

Rainfall Data Recordin
Onsite rain gauge or named local monitoring site: wunderground.com - Charlottesville Station KCHO
Date & rainfall amount of the last measurable storm event (inches): 11/19/2015 ~ 0.50"

Stage of Construction

® | Pre-Construction O | Access Installation O | Finish Gradin
0 | Clearing & Grading O . Rough Grading X | Final Stabilization

E&S Minimum Standards

Z
d

01. Are all denuded areas stabilized? (MS-1)

02. Are all required structural practices installed properly per plan? (MS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? {MS-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)
12. Have all control structures no longer needed been removed & areas stabilized? (ms-18)
13. Are adjacent properties and waterways adequately protected? (ms-19)

14. Have all deficiencies from previous inspections been addressed?
|£>. Have there been any discharges since the time of last inspections?

i

mmmgmlgmmgmg’?
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Pollution Prevention Plan Implementation
[ (*Note: if Yes is selected for the following, location is to be marked in the SWPPP)
01. Are wash waters occurring on this project?

02. Is the location designated on the plan?
03. If so, is this activity located away from surface waters & stormwater inlets

04. Are wash waters being directed into filter devices?

05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

|
B4

7/30/2014 10f2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

Project: Hollymead 230KV Transmission Line Location: Albemarle County, Virginia

Pollution Prevention Plan Im lementation (cont.

(*Note: if Yes is selected for the following, location is to be marked in the § wppp) Y| N| NA
06. Are there any location(s) of control measure(s) that failed to Operate as designed or 0Olm| o
proved inadequate or inappropriate for g particular location?
07. Any location(s) where any additional control measure is needed that did not exist at the 0| m 0
time of inspection?

; ; . - 5
08 . Any disturbance outside the approved plan or permitted sjte area’? 0| s DJ

E| B

Summarized Overall Findin s
rGravel (crush and run) is present as access roads and pads around towers - 572-566, 559-557, 5562-547, 539-

IThere is leftover silt fence off access between towers 559-558, next to stream between 533-532, on access
leading up to 528 and around pad and access of 522.

I'Did not inspect towers 560-565 isolated by the Rivanna River and RR due to fallen tree on Riverview Farm RdaJd

Correction
#_| Description (with prescribed fix) Date Initial
]
No Deficiencies Certification
The facility is in com liance with the SWPPP and this VPDES permit: TD | Yes ‘ l No :I

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"l certify under penalty of law that | have read and understood this document and that this document and ali
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted Based on my inquiry of the person or persons who

Date: 11/19/2015
Phone: (804) 267-3473
ESIN 0138  SWIN 0297

7/30/2014 00084801



_ . .. . Date/Time of inspection:
Dominion Electric Transmission Projects 3

E&SIVPDES Inspection Report 11/25/2015 @ 11:30
(7/116/2014)
General Information
Project: Hollymead 230kV Transmission Line Location: Albemarle County, Virginia
Are proper site postings in place? X | Yes O | No (Describe below)
Es the SWPPP accessible onsite? X | Yes O | No (Describe below) l

Inspection Schedule: Does the project drain to impaired waters?
O | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)

0 | Every 5 business days ™ | Every 4 business days

0 | Every 10 business days/Rainfall event O | Every 5 business days/Rainfall event
Rainfall Data Recording
Onsite rain gauge or named local monitoring site: wunderground.com - Charlottesville Station KCHO
Date & rainfall amount of the Jast measurable storm event (inches): 11/19/2015 ~ 1.17"

Stage of Construction
m Pre-Construction O l Access Installation O | Finish Grading
1 | Clearing & Grading O | Rough Grading X | Final Stabilization

|

[_E&S Minimum Standards
01. Are all denuded areas stabilized? (MS-1)

02. Are all required structural practices installed properly per plan? (ms-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (mS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)
12. Have all control structures no longer needed been removed & areas stabilized? (MS-18)
13. Are adjacent properties and waterways adequately protected? (Ms-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since the time of last inspections?

=z
>

DDEDEDDED@DDEDE<
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Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y| N N/A_]
01. Are wash waters occurring on this project? olx| O
02. Is the location designated on the plan? aglo] X
03. If so, is this activity located away from surface waters & stormwater inlets oo X
04. Are wash waters being directed into filter devices? oo X
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or olo [XI
detergents from or in association with wash water, fuels, oils or other petroleum products? |
7/30/2014 10of2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

[Project: Hollymead 230kV Transmission Line ] Location: Albemarle County, Virginia j
Pollution Prevention Plan Implementation (cont.)
(*Note: if Yes is selected for the following, location is to be marked in the S wWpPPPp) Y| N| NA
06. Are there any location(s) of control measure(s) that failed to operate as designed or 0l m 0
proved inadequate or inappropriate for a particular location? )
07. Any location(s) where any additional control measure is needed that did not exist at the 0l x i
time of inspection?
08 . Any disturbance outside the approved plan or permitted site areg? ol x .

Summarized Overall Findings
* Corrective actions post DEQ inspection have not been initiated. Work will begin once a project planis in place.

]

List numerically any corrective actions required (including control measures requirin maintenance):
Correction

#_| Description (with prescribed fix) Date Initial

No Deficiencies Certification
| The facility is in compliance with g SWPPP and this VPDES permit. | 0 | Yes [® [No |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)
"l certify under penalty of law that | have read and understood this document and that this document and all —’
attachments were prepared in accordance with a system designed to assure that qualified personnel properly

is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for

Name (Printed): Jacey Adlen Date: 11/25/2015

Signed: [ aaune [P IAN— Phone: (804) 267-3473

L Title/Cert. Nb. kif apgidable): Erosion and Sedimant Inspector ESIN 0138 SWIN 0297
NS 4

7/30/2014 066057803



I . . b . Date/Time of Inspection:
Dominion Electric Transmission Projects P

E&S/VPDES Inspection Report 12/03/2015 @ “'ﬁﬁ
(7/16/2014)

General Information

Project: Hollymead 230kV Transmission Line Location: Albemarle County, Virginia
Are proper site postings in place? 01 | No (Describe below)

| Is the SWPPP accessible onsite? 0O | No (Describe below

Inspection schedule: Does the project drain to impaired waters?

O | No (Select General inspection Criteria) ™ | Yes (Select Enhanced Inspection Criteria)
0 | Every 5 business days X | Every 4 business days
L__ 00 | Every 10 business days/Rainfall event 0| Every 5 business days/Rainfall event

_Rainfall Data Recording
Onsite rain gauge or named local monitoring site: wunderground.com - Charlottesville Station KCHO

[ Date & rainfall amount of the last measurable storm event (inches):  12/1 =0.76" 12/2=0.29"

Stage of Construction
Finish Grading ,
™ | Final Stabilization

' | Pre-Construction | O | Access Installation
1 | Clearing & Grading O | Rough Grading

E&S Minimum Standards

ol
4
>

D= |(R|O|x|0

01. Are all denuded areas stabilized? (MS-1)
02. Are all required structural practices installed properly per plan? (ms-2,6,10)
03. Does permanent vegetation provide adequate stabilization? (MS-3)
04. Have perimeter sediment trapping facilities been constructed? (ms-4)
05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (w5s-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)
11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)
12. Have all control structures no longer needed been removed & areas stabilized? (MS-18) |
13. Are adjacent properties and waterways adequately protected? (ms-19)

14. Have all deficiencies from previous inspections been addressed?
15. Have there been any discharges since the time of last inspections?

& =]

agmmgmnk

DDEIDEDDEI
gDD[EDDDDz
{ngkmngmm

Pollution Prevention Plan implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y | N| NA
01. Are wash waters occurring on this project? o|x| O
02. 1s the location designated on the plan? o|0o| X
03. If so, is this activity located away from surface waters & stormwater inlets Oo|d X
04. Are wash waters being directed into filter devices? ool J
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, of olo =
detergents from or in association with wash water, fuels, oils or ather petroleum products? 1
7/30/2014 10f2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

| Proiect: Hollimead 230KV Transmission Line I Location: Albemarle County, Virginia ’
Pollution Prevention Plan Im lementation (cont.
(*Note: if Yes is selected for the follo wing, location is to pe marked in the § wepp) Y | N| NA

06. Are there any location(s) of control measure(s) that failed to Operate as designed or 0l x 0
proved inadequate or inappropriate for a particular location?

time of inspection?

08 . Any disturbance outside the approved plan or permitted site area?

Summarized Overall Findings
==t Jverall Findings

* Corrective actions post DEQ inspection have not been initiated. Work will begin once a project plan is in pla@

List numerically any corrective actions required (including control measures requiring maintenance!:
Correction

# | Description (with prescribed fix) Date Initial

S——
e

— |

No Deficiencies Certification
The facility is in compliance with the SWPPP and this VPDES permit: f OJ [ Yes ’ l No :J

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"l certify under penalty of law that I have read and understood this document and that this document and al|
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are

significant penalties for submitting false information, including the possibility of fine and imprisonment for

Name (Printeq): JaceyAllen Date: 12/03/2015

Signed: /[ _ Wlps_ Phone: (804) 267-3473
Title/Cert. NoJ (if ap6| ble): Erosion and Sediment Inspector ESIN 0138 sSwIN 0297 _]
\J

7/30/2014 08®84805




Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

Dat3f5m7fgl:7?i?n:

(7/16/2014)

7

1214

General Information

Project: Ho?{‘/ mead 230 KV Traxsm53s0 Location: Al madle CO. | A

Are proper site postings in place? X | Yes O | No (Describe below)
|£ the SWPPP accessible onsite? ,Kf Yes O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
O | No (Select General Inspection Criteria) 0 | Yes (Select Enhanced Inspection Criteria) _‘
O | Every 5 business days | Every 4 business days
0 | Every 10 business days/Rainfall event 1| Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: Wea}szmvkr‘q rgumj

ChaloTies 112

| Date & rainfall amount of the last measurable storm event (inches): “l 9_/ 7

G.0)"

Stage of Construction

O | Pre-Construction 0 | Access Installation Finish G

rading

) | O

O | Clearing & Grading 0O | Rough Grading

Final Stabilization

E&S Minimum Standards

£
>

01. Are all denuded areas stabilized? (Mms-1)

02. Are all required structural practices installed properly per plan? (MS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12. Have all control structures no longer needed been removed & areas stabilized? (ms-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

15. Have there been any discharges since the time of last inspections?

0| ohg| ohe| 0| o op| 0| O] D& <
gl o|ojg|o|o|ojoR|o| 0| o 0| 0| 2=
ol o|o|opx|gR| 0| 0| opER| O|#| O

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP)

23
>

1. Are wash waters occurring on this project?
2. Isthe location designated on the plan?
3. If so, is this activity located away from surface waters & stormwater inlets

04. Are wash waters being directed into filter devices?

0 |0|o| o<
o |o|ojR=z

05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or

detergents fromor in association with wash water, fuels, oils or other petroleum products?

pag EFED

O
O

7/30/2014
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

| tne

| Project 1"\9“5/ mesd 2 30K Tramsinssie, | Location: Albvorle Co. VA

Pollution Prevention Plan Implementation (cont.)

(*Note: if Yes is selected for the following, location is to be marked in the S wepp) Y | N| NA
06. Are there any location(s) of control measure(s) that failed to operate as designed or 0 IE// ]
proved inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the O IE//D
time of inspection?

08 . Any disturbance outside the approved plan or permitted site area? olel o

Summarized Overall Findings

- C,o.rneo-f(«g, A7 f-/’th ha e Yot been r\n:(?)fst.'}("d Srqee ‘11)'6’»

Lo 1l DEC? in <fP€i-"NOM_

= Work will feg:n once a Pfﬁ’jé’e-j’ j’lﬂv{ s i place .

.t A’ cervice '{'Tm&(% w5 Wﬂ#‘k I\f\j) nside Fhe P('ci‘\q\HL DF.

List numerically any corrective actions required (including control measures requiring maintenance):

Correction
# | Description (with prescribed fix) Date Initial
17777
'V I/ / / —
No Deficiencies Certification :
| The facility is in compliance with the SWPPP and this VPDES permit: [ O Jves | &7 No

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"I certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for

knowing violations."

Name (Printed): S4epliu, Jesjccns Date.  12./8 /I5
| Signed: &éﬂc’ Phone: ( $Uo) §3%-317Y
Title/Cert. No. (if dpplicable): E4S Lus peetor RLDOITSS JESIN 9 273
00031807

7/30/2014 20f2



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

Date/Time,of Inspeclion:

2/ 14 /15

{(7116/2014)

308

General Information

Project; HQH)/_;««L@_\__(Z_ 23p Icl/ Taosmssion | Location: Albewarle (o Ui#

Are proper site postings in place? [ Yes 1 | No (Describe below)

Is the SWPPP accessible onsite? @1 Yes O | No (Describe below)

_Inspection Schedule: Does the project drain to impaired waters?

[1 | Every 5 business days lﬂrfvgry 4 business days

1 | No (Select General Inspection Criteria) @1 Yes (Select Enhanced Inspection Criteria)

O | Every 10 business days/Rainfallevent 1| Every 5 business days/Rainfall event

Rainfall Data Recording

= == P 5
Onsite rain gauge or named local monitoring site: h/ém‘l\d‘wu%rq rth (_C_;Lmrlpﬂcm ﬂe )

Date & rainfall amount of the last measurable storm event (inches): S 2/ I

0.13"

Stage of Construction

O

1 | Pre-Construction : M1 | Access Installation

Finish Grading

[1 | Clearing & Grading O | Rough Grading &7 Final Stabilization

E&S Minimum Standards

<
=

01. Are all denuded areas stabilized? (MS-1)

02. Are all required structural practices installed properly per plan? (MS-2,6,10)

bl

03. Does permanent vegetation provide adequate stahilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

&5

06. Are all finished cut and fill stopes adequately stabilized? (MS-7)

mimi.

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

B
Y

| 08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly instalied? (vis-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

0 0| &y 0| K| O| o} & | q<|

11. Are construction entrances maintained and public roads free of soil & mud? (Mms-17)

12. Have all control structures no longer needed been removed & areas stabilized? (MS-18)

N

13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

o|o|&o|o|ojo

anmmgqmmmqgaqmﬁ

DDQD-

| 15. Have there been any discharges since the time of last inspections?

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y | N | NA
1. Are wash waters occurting on this project? Ol 0O

2. Is the location designated on the plan? glo| -
3. If so, is this activity located away from surface waters & stormwater inlets olo| @
04. Are wash waters being directed into filter devices? o|o| o
05, Are there any prohibited discharges including, but not limited to, soaps, solvents, or O] GE/ 0
detergents from or in association with wash water, fuels, oils or other petroleum products?

7/30/2014 10f2
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Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

[Project  Hollygnd 230 4 V/_TewasSsion Live| Location:  Albemerle Coo 1A I
Pollution Prevention Plan Implementation (cont.) ' -
(*Note: if Yes is selected for the following, focation is to be marked in the S wepp) Y| N| NA
06. Are there any location(s) of control measure(s) that failed to operate as designed or ol et n

proved inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the 0 ID// 1
time of inspection?

08 . Any disturbance outside the approved plan or permitted site area? Ol el o _

Summarized Overall Findings ] _ - . o .
= Caews were okl ng  atound Sthuclgn 504 [illig sm rills
with _latger Stwe 547 _t@pﬁf{‘:‘wﬁ Watehr baps that hde  wieshed
| o ut, . -
e (rra m/,{ paJS Zf».cwf_’, éé@ﬂ_ _rﬂmovyj fﬁh« alousnd Struetuge. £ oL,

Correction

_List numerically any corrective actions required (Including control measures requlrlnTmaintenance): _(
Date Initial

# | Description (with prescribed fix)
A s /o4

/1 /[ /]

[V []]

Vv / T L

No Deficiencies Certification e
| The facility s in compliance with the SWPPP and ihis VPDES permit | O [ Yes [BTne |

_Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"l certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
Knowing violations."

—_—

| Name (Printed):  Stephen Tealcis Date: .2/ [{ /15
Signed: W Phone: (5405 99 312/
Title/Cert. No. (f apflicable): £ #5. .1 spedoy RDo(7¢s /ESIA 0275

7/30/2014 RIR1809




Dominion Electric Transmission Projects

Date/Time of Inspection:

E&S/VPDES Inspection Report 12/18/2015 @

(7/16/2014)

General Information

Project: Hollymead 230kV Transmission Line

Location: Albemarle County, Virginia

Are proper site postings in place? X | Yes O | No (Describe below)

Is the SWPPP accessible onsite? X | Yes I | No (Describe below)

Inspection Schedule: Does the project drain to impaired waters?

L | No (Select General Inspection Criteria) ¥ | Yes (Select Enhanced Inspection Criteria)
C1 | Every 5 business days X! [ Every 4 business days
O [ Every 10 business days/Rainfall event 0| Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site:

wunderground.com - Charlottesville Station KCHO

Date & rainfall amount of the last measurable storm event (inches):  12/17/2015 = 0.56"

Stage of Construction

X

Pre-Construction O | Access Installation O | Finish Grading

O

Clearing & Grading X | Rough Grading X | Final Stabilization

E&S Minimum Standards

N/A

01.

Are all denuded areas stabilized? (MS-1)

02,

Are all required structural practices installed properly per plan? (MS-2,6,10)

03.

Does permanent vegetation provide adequate stabilization? (MS-3)

04.

Have perimeter sediment trapping facilities been constructed? (MS-4)

05.

Are earthen control structures seeded and mulched? (MS-5)

06.

Are all finished cut and fill slopes adequately stabilized? (MS-7)

07.

Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08.

Is re-stabilization of in-stream construction complete? (MS-12,15)

09.

Are in-stream construction EC properly installed? (MS-13)

10.

Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11.

Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12.

Have all control structures no longer needed been removed & areas stabilized? (MS-18)

13.

Are adjacent properties and waterways adequately protected? (MS-19)

14.

Have all deficiencies from previous inspections been addressed?

15.

Have there been any discharges since the time of last inspections?

OO0RIONMOIOXOXO0KIO)N=<

RIOOROOOOXRO|OECEio)=
OKOO0O0ONKXOOCOXX OK|O

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP)

=
>

01. Are wash waters occurring on this project?

02.
03.

Is the location designated on the plan?
If so, is this activity located away from surface waters & stormwater inlets

04. Are wash waters being directed into filter devices?

O |O|OjO)=<
O O|0R|=2
(RO

X

05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

O
&=
&

7/30/2014

00039810




Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

rProject: Hollymead 230kV Transmission Line [ Location: Albemarle County, Virginia

Pollution Prevention Plan Implementation (cont.)

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y | N[ NA
06. Are there any location(s) of control measure(s) that failed to operate as designed or Ol m 0
proved inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the 0l x 0
time of inspection?

08 . Any disturbance outside the approved plan or permitted site area? 0l ® 0

Summarized Overall Findings

t Coreans Mo . Meoun woand via vy (7 {'r' (5 10A .‘_,t-\ Ye AL Vivig

i-l?,U VUvs  pua A {L’ii‘\'m(qﬂnj ueds taods WNaws Wegan f'v.-:.-,(.rha(}

List numerically any corrective actions required (including control measures requiring maintenance):

Correction
# | Description (with prescribed fix) Date Initial
No Deficiencies Certification
[ The facility is in compliance with the SWPPP and this VPDES permit. | O [ Yes @ [No |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed):| Jacey Allen, Date: 12/18/2015
signed:  {gp e [ AL Phone: (804) 267-3473
7
Title/Cert. No. {iflapplicAle): Erosion and Sediment Inspector ESIN 0138  SWIN 0297
A

7/30/2014 00037584 1



E&S/VPDES Inspection Report
(7/16/2014)

. . 3w i Date/T fln eption:
Dominion Electric Transmission Projects 2/ /
7

General Information

Project: HDHYVNL@«JQ/ 2 30 KV Trunseisson Lie] Location: A | Ly yhgu-)q_, CO /A

Are proper site postmgs in place? A | Yes [ | No (Describe below)

Is the SWPPP accessible onsite? K | Yes J | No (Describe below)

Inspection Schedule: Does the project drain to impaired waters?

O | No (Select General Inspection Criteria) | Yes (Select Enhanced Inspection Criteria)

O | Every 5 business days J&] Every 4 business days

LI | Every 10 business days/Rainfall event O | Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: W FRoctin J_Q_rcr Cottnl (Ckﬂ&ﬁf,@

Date & rainfall amount of the last measurable storm event (inches): ] l/?,?j @,,OVZ i

Stage of Construction

O | Pre-Construction O | Access Installation Finish Grading

X
O | Clearing & Grading O | Rough Grading A | Final Stabilization

E&S Minimum Standards

<
>

01. Are all denuded areas stabilized? (MS-1)

02. Are all required structural practices installed properly per plan? (MS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (M$-17)

12. Have all control structures no longer needed been removed & areas stabilized? (M$-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

O| 0| x| O)x| 0| O|x| O M| 0| o8| O] &|<
»|0|0|R|D|0|0|0|R|0|o|o|o|o|o|=
O O 0|0 R| O] 0| 0| % %| Ol O

15. Have there been any discharges since the time of last inspections?

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP)

€
>

1. Are wash waters occurring on this project?
2. Isthe location designated on the plan?
3. Ifso, is this activity located away from surface waters & stormwater inlets

O (OO O=
O |OCx|=

04. Are wash waters being directed into filter devices?

O Aﬁaam

05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

O
P

00031812
7/30/12014 10f2



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

[Project Hollymedd 2320 kU Tressassin Liae [ Location: Al bemarle (P #» |

Pollution Prevention Plan Implementation (cont.)

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y | N| NA

06. Are there any location(s) of control measure(s) that failed to operate as designed or . &{ O
proved inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the 0| x O
time of inspection?

08 . Any disturbance outside the approved plan or permitted site area? O] o

Summarized Overall Findings
~ Acea arvind steuckdy SOL  has been sfab/lized wath
seeqd /XMJ S'HZLW”
=~ Cfews hew bpon 1o paitl thg the pad pnd borldig it lass
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List numerically any corrective actions required (including control measures requiring maintenance).
Correction

# | Description (with prescribed fix) Date Initial

/ p
/[
[VIIT

No Deficiencies Certification
rThe facility is in compliance with the SWPPP and this VPDES permit: | O | Yes | X | No

_Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"| certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): Yeober, D nlins Date: | 2/21}/ /5
| Signed: W Phone:(f"w){ﬁg‘ﬁz#
Title/Cert. No_ (if agplicable): €75 Fus gector RLDo7g% /ESINVGL3
00031813

7/30/2014 20f2




- . L . Date/Time of Inspection:
Dominion Electric Transmission Projects o
E&S/VPDES Inspection Report 1/04/2016 @ \ L.
(7116/2014)
General Information
Project: Hollymead 230kV Transmission Line Location. Albemarle County, Virginia
Are proper site postings in place? X | Yes O | No (Describe below)
Is the SWPPP accessible onsite? X | Yes O | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
0 | No (Select General Inspection Criteria) X | Yes (Select Enhanced Inspection Criteria)
O | Every 5 business days Xl | Every 4 business days
1 | Every 10 business days/Rainfall event O | Every 5 business days/Rainfall event

Rainfall Data Recording

Onsite rain gauge or named local monitoring site: wunderground.com - Charlottesville Station KCHO

Date & rainfall amount of the last measurable storm event (inches):  12/29/2015 = 0.34"

Stage of Construction

X | Pre-Construction O | Access Installation X | Finish Grading

O | Clearing & Grading 1 | Rough Grading X | Final Stabilization

E&S Minimum Standards

N/A

01. Are all denuded areas stabilized? (MS-1)

02. Are all required structural practices installed properly per plan? {MS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

07. Are all channels and outlets adequately stabilized? (MS-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Are in-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? {MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12. Have all control structures no longer needed been removed & areas stabilized? (MS-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)

14. Have all deficiencies from previous inspections been addressed?

O0ORRXDONOXKORDOOXOME

ROO®O000D|xRO0O0oooz
ORO|I0D|0X X OO ND|X|X|O| O

15. Have there been any discharges since the time of last inspections?

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP)

01. Are wash waters occurring on this project?
02. Is the location designated on the plan?
03. If so, is this activity located away from surface waters & stormwater inlets

o (D|o|oj<
O |D|o|x|=
. z
R |8|R|OIE

04. Are wash waters being directed into filter devices?

05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or
detergents from or in association with wash water, fuels, oils or other petroleum products?

O
X
|




Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

‘ Project: Hollymead 230kV Transmission Line | Location: Albemarle County, Virginia

Pollution Prevention Plan Implementation (cont.)

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y | N[ NA
06. Are there any location(s) of control measure(s) that failed to operate as designed or 0lm 0
proved inadequate or inappropriate for a particular location?

07. Any location(s) where any additional control measure is needed that did not exist at the 0l 0
time of inspection?

08 . Any disturbance outside the approved plan or permitted site area? 0l 0

Summarized Overall Findings
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List numerically any corrective actions required (including control measures requiring maintenance):

) Correction
# | Description (with prescribed fix) Date Initial
No Deficiencies Certification
| The facility is in compliance with the SWPPP and this VPDES permit. | O | Yes |® [ No |

Signatory Confirmation (Signed by the Permit Holder or Duly Authorized Representative)

"I certify under penalty of law that | have read and understood this document and that this document and all
attachments were prepared in accordance with a system designed to assure that qualified personnel properly
gathered and evaluated the information submitted. Based on my inquiry of the person or persons who
manage the system, or those persons directly responsible for gathering the information, the information
submitted is, to the best of my knowledge and belief, true, accurate, and complete. | am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations."

Name (Printed): JaceyjAllen N Date: 1/04/2016
| Signed: / 3( Qo 2N, | ,M ,U A~ Phone: (804) 267-3473
Title/Cert. No. (if applicable): Eré3jon and Sediment Inspector ESIN 0138  SWIN 0297
\J ~J

7/30/2014 00039'1 5



ini i el : Date/Time of In tion:
Dominion Electric Transmission Projects ;'/ /PZC fon

E&S/VPDES Inspection Report [/Z
(7/116/2014) 2 7 55

General Information

Project: Hp[)/vm 5} 230 K/ {, WA Location: A[éem_({f(g CD- Vﬁ’
Are proper site postings in place? ] Yes 0 | No (Describe below)
Is the SWPPP accessible onsite? o Yes 0 | No (Describe below)
Inspection Schedule: Does the project drain to impaired waters?
O | No (Select General Inspection Criteria) A Yes/(SeIect Enhanced Inspection Criteria)
O | Every 5 business days g Every 4 business days

[0 | Every 10 business days/Rainfall event O | Every 5 business days/Rainfall event
Rainfall Data Recording 5 3
Onsite rain gauge or named local monitoring site: Wﬁﬁmaﬂie’a» 3‘5);1”,} (ﬁ horlotlesy -I/q.)
Date & rainfall amount of the last measurable storm event (inches): J [2 /3D ©,01"
Stage of Construction =

Pre-Construction O | Access Installation _Finish Grading
O | Clearing & Grading O | Rough Grading 7| Final Stabilization

E&S Minimum Standards

<
4

01. Are all denuded areas stabilized? (MS-1)

N

02. Are all required structural practices installed properly per plan? (MS-2,6,10)

03. Does permanent vegetation provide adequate stabilization? (MS-3)

04. Have perimeter sediment trapping facilities been constructed? (MS-4)

05. Are earthen control structures seeded and mulched? (MS-5)

06. Are all finished cut and fill slopes adequately stabilized? (MS-7)

N

07. Are all channels and outlets adequately stabilized? (M$-8,9,11,19)

08. Is re-stabilization of in-stream construction complete? (MS-12,15)

09. Arein-stream construction EC properly installed? (MS-13)

10. Are utilities trenches dewatered, backfilled and stabilized? (MS-16)

11. Are construction entrances maintained and public roads free of soil & mud? (MS-17)

12. Have all control structures no longer needed been removed & areas stabilized? (MS-18)

13. Are adjacent properties and waterways adequately protected? (MS-19)

oo oo o) oo|o oo

2

14. Have all deficiencies from previous inspections been addressed?

0| 0| Q| & o| 0| ]| 0| || O] 0| g |’ <
S E B EEICE /SIS ﬂ\[l%

a\

15. Have there been any discharges since the time of last inspections?

Pollution Prevention Plan Implementation

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y | N | _NA
1. Are wash waters occurring on this project? U1 O |
2. Isthe location designated on the plan? oo D/,_
3. Ifso, is this activity located away from surface waters & stormwater inlets ol O C
04. Are wash waters being directed into filter devices? o|lo| @
05. Are there any prohibited discharges including, but not limited to, soaps, solvents, or 0O IE//I:I
detergents from or in association with wash water, fuels, oils or other petroleum products?

00031816

7/30/2014 10f2



Dominion Electric Transmission Projects
E&S/VPDES Inspection Report

| Project: Hg”;{ume‘;h‘ 230V  [yne |Location: /412(,&-«.4)‘(9, o Vs

Pollution Prevention Plan Implementation (cont.)

N/A

=

(*Note: if Yes is selected for the following, location is to be marked in the SWPPP) Y

06. Are there any location(s) of control measure(s) that failed to operate as designed or . ol o
proved inadequate or inappropriate for a particular location?

07. Any location(s) where any additional contro! measure is needed that did not exist at the 0 D// 0
time of inspection? '

08 . Any disturbance outside the approved plan or permitted site area? 0 B/I 0

Summarized Overall Findings
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